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FEMP 1

This project is a combination of the following ECOs. Their descriptions follow.

ENERGY SAVING PROJECTS

EL6  Convert to energy efficient motors

HS13 Use damper controls to shut off air to unoccupied areas
HS18 Reduce heated or cooled outside air

HS24 Surgical suite supply air reset

LT2 Reduce lighting levels

LT4C1 Retrofit compact fluorescents in restrocoms

LT4C2 Retrofit compact fluorescents in lobby downlights

MI3B Install occupational sensors to control lighting-breakrooms
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ECO #EL6 Convert to Energy-Efficient Motors

Description
This project consists of replacing 29 existing standard-efficiency electric motors with high-efficiency electric

motors. Supply, return, and exhaust fan motors are the primary candidates for replacement since they are

not scheduled for removal during the FY96 Renovation Project.

Analysis

High-efficiency electric motors can save significant amounts of energy over standard efficiency types. ltis
always cost effective to replace failed standard efficiency motors with high efficiency units. Care should be
taken when replacing standard motors with high-efficiency types because of their different operating speeds.
High-efficiency motors typically operate about 1.5 percent faster than corresponding standard types. The
resultis a five-percent increase in load on the motor. The increased speed can be easily adjusted on AHUs,
but not on pumps and other direct-coupled devices.
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ECO #HS13 Use Damper Controls to Shut Off Air to Unoccupied Areas

Description
This project consists of installing variable frequency drives on fan motors; motorized dampers in the supply,

return and exhaust ductwork; and associated controls for the fourth floor branches of AHU-4E and AHU-4W.

Analysis

The fourth floor of the hospital is primarily administrative offices which are only occupied during regular
business hours. By using damper controls to shut off air to this area at night, significant energy and cost
savings can be realized. Variable frequency drives (VFDs) are instalied on two 125-hp supply fan motors, two
30-hp return air fan motors, one 7.5-hp exhaust fan motor and one five-hp exhaust fan motors. The VFDs
have isolating transformers to protect the motors from power surges and spikes. Motorized dampers in the
fourth floor branch ductwork and controls are included as part of this project. The damper control system will
reset the VFDs to maintain required air flows on the fifth through fourteenth floors of the hospital. This can
be done in the following manner. Measure total AHU airflow and airflow to the fourth floor with the fourth floor
dampers open. Close fourth floor dampers and manually adjust the AHU VFD until the total flow is equal to
the flow with the damper open less the fourth floor airflow (with damper open). Record this setting and use
controls to reset the VFD to this position when dampers are closed.
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ECO #HS18 Reduce Heated or Cooled Outside Air

Description
This ECO addresses the energy savings that can be achieved by reducing outside air (OSA) flows to design

requirements for AHU-4E and AHU-4W.

Analysis
Design, measured and required outside air volumes were compared for the hospital. Four AHUs—4E, 4W,

5 and 6--show considerably more OSA than is required by Army standards. Two AHUs (5 and 6) are 100
percent OSA units and cannot be reduced with coincidently reducing cooling capacity. However, AHUs 4E

and 4W can be reduced from 29 percent and 37 percent, respectively to 22.5 percent and 23.6 percent.
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ECO #HS24 Setback Supply and Exhaust Air for the Surgical Suite

Description
This project utilizes the variable frequency drives (VFDs) and direct digital controls DDC installed with the

funded renovations. The new DDC system will be programmed to setback the supply and exhaust fans during
periods when the area is unoccupied. Manual override controls (hand/off/auto switch) will be installed in the
Supervising Surgical Nurse’s Station. This ECO will allow the supply and exhaust fans for the surgical suite

to operate at reduced power at night and on weekends.

Analysis

The surgical suite is located on the third floor and includes the surgical intensive care unit, post anesthesia
recovery ward, doctors lounge area and the operating rooms. These areas are typically not occupied at night
“or during weekends. Current supply air flow to the surgical suite provides approximately 8.25 air changes per
hour. Supply air to these areas can be reduced to three air changes per hour during unoccupied times
according to MIL-HDBK-1191, Military Handbook, DoD Medical and Dental Treatment Facilities, Design and
Construction Criteria, October 15, 1991. Energy savings can be achieved by modulating the supply air volume

to administrative areas when the cooling and heating loads are lower than the peak design loads.

Conditioned outside air is supplied to the surgical suite by SF-6 and exhausted by EF-6. The funded
Renovation Project includes installing VFDs on the 40 horsepower motor for SF-6 and the five horsepower
motor for EF-6. DDC hardware and software for day/night setback, speed control, start/stop, alarm status and

power monitoring is also being installed.

A setback schedule and minimum flow rates for the supply and exhaust fans will be programmed into the DDC
control system. The design positive pressure for the surgical suite is about 18 percent of the supply air flow.
The minimum supply and exhaust flows will be set to maintain the same positive pressure during unoccupied
times. The fans will be able to operate at full capacity during unoccupied times to maintain the required space
conditions.

The project costs include labor for engineering, calibration, start-up and checkout for each control point. Fan
motor energy savings will be achieved by operating the supply and exhaust fan motors at about 40 percent
of full capacity during unoccupied hours. Calculations for fan motor energy savings are contained in the

appendix.

FM1-5




ECO #LT2 Reduce Lighting Levels

Description
The ECO involves delamping fluorescent fixtures in over-lighted areas.

Analysis
Lighting levels were measured throughout the hospital. Some overlighted areas were observed. These are

the fourth floor library, the medical records area in the family practice wing, most hallways and several offices

and examination rooms.

All overlighted areas, except for hallways, use four lamp fluorescent fixtures. Removing one lamp from each
hallway fixture would reduce average light levels in hallways from 30 to 35 foot candles to 15 to 18 foot
candles. The fixtures in the family practice records area are circuited so that half of the lamps in the four-tamp
fixtures can be de-energized from the wall switch. The fixtures in the fourth floor library would have to be

delamped and ballasts disconnected.
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ECO #LT4C1 Compact Fluorescents in Restrooms

Description
This ECO involves the one-for-one replacement of incandescent lamps with compact fluorescents in patient

and other restroom areas.

Analysis

Most of the patient restrooms have incandescent fixtures. Compact fluorescents have incandescent fixtures.
Compact fluorescents can be installed and improve the fixture efficiency from 15 lumens per watt to about 44
lumens per watt. Replace labor costs are also reduced since compact fluorescent lifetime is about 10,000

hours compared to 1,000 hours for an incandescent lamp.
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. ECO #L.T4C2 Compact Fluorescents in Lobby Area Downlights

Description
In this ECO, 52-watt incandescents are replaced with 18-watt compact fluorescents in lobby area "high hat"

fixtures.

Analysis

Incandescents are used for lighting in the south lobby of the fourth floor. Compact fluorescents offer increased
efficiencies (44 lumens per watt, compared to 15 lumens per watt for incandescents) and increased lifetimes
(10,000 hours versus 1,000 hours). This is particularly important in areas that are difficult to relamp such as
high-ceiling lobbies.
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ECO# MI3B Install Occupancy Sensors for Lighting Control in Breakrooms

Description
This ECO addresses occupancy sensors for breakrooms:

These devices can save energy by de-energizing lighting when intermittently used areas are not occupied.

Analysis
The cost effectiveness of occupancy sensors depends on how long can the lights be de-energized and how
many watts of lighting are being turned off. Breakrooms were evaluated on actual lamp counts which are listed

by room in the back materials.
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ATTACHMENT 2

LIFE CYCLE COST ANALYSIS SUMMARY




LIFE CYCLE COST ANALYSIS SUMMARY STUDY: F 1
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: FEMP1  ENERGY SAVING PROJECTS

1
A.

B
¢
D
E.
F
G
2.
D

FISCAL YEAR 95 DISCRETE PORTION NAME: N/A
ANALYSIS DATE: 07-09-96 ECONOMIC LIFE 20 YEARS PREPARED BY: P. HUTCHINS

. INVESTMENT
CONSTRUCTION COST $ 177200.
. SIOH $ 10632.
. DESIGN COST $ 10632.
. TOTAL COST (1A+1B+1C) $  198464.
SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.
. PUBLIC UTILITY COMPANY REBATE $ 0.
. TOTAL INVESTMENT (1D - 1E - IF) $ 198464.

ENERGY SAVINGS (+) / COST (-)

ATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 5600. $  42672. 13.68 $ 583753.
B. DIST § .00 0. $ 0. 14.64 § 0.
C. RESID § .00 0. $ 0. 16.00 $ 0.
D. NATG § 2.70 3521. $  9507. 17.25 $ 163991.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38 § 0.
N. TOTAL 9121. $ 52179. $ 747744,

. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 9000.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 116100.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-)  OC  FACTR SAVINGS (+) /
1) @ @) COST(-) (4)
d. TOTAL $ 0. 0.

C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 116100.

. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$ 61179.

. SIMPLE PAYBACK PERIOD (1G/4) 3.24 YEARS
. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 863844.
. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 4.35

(IF < 1 PROJECT DOES NOT QUALIFY)

. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 12.58 %

Fwm-|0
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EEMEF

Energy Efficient Motors .. _ )

Filename: EEMEF . XLS

Fort Gordon

[Augusta, GA

[ EXHAUST STATIC | - CALC CALC FIELD HP USED

FAN - - | PRESS CALC MOTOR | MOTOR | MEAS'D |HP FROM| MOTOR DATA = |- FOR

NO CFM - (IN) - BHP HP HP (EST) KW KW HP (EST)| MOTOR HP EVAL
1 16600 0.75 3.26 5 5 5 - 5
2 22000 0.75 4,33 6 7.5 7.5 7.5
3 3700 1.75 1.70 3 3 2 3
4 16900 1.25 5.54 8 10 15 15
5 14400 0.75 2.83 4 5 5
6 27900 0.75 5.49 8 10 10
7 35600 275 25.67 35 40 100 100
8 6500 0.5 0.85 2 2 5 5
9 26000 0.5 3.41 5 5 5
10 1490 2 0.78 2 2 2
11 11950}- - - -
12 17300 0.75 3.40 5 5 5
13 15265 0.75 3.00 5 5 3.70 7.00 7.50 7.5
14 14700 0.75 2.89 4 5 0.75 2.00 2.00 5
15 12000 0.75 2.36 4 5 2.55 5.00 5.00 5
16 16610 0.75 3.27 5 5 4.00 8.00 10.00 10
17 325 2.5 0.21 1 1 1
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Energy Efficlent Motor Preliminary Analysis
Filename: EEM3.XLS

19-Jun-96

Site: Fort Gordon
Augusta, GA
Application Various Motors Labor Cost: $27.50 mr
Percent Motor Load: 75 %
Operating Hours : 8760 Hrs/Yr R
Electric Rate
Energy : $0.026 &Wh
Demand : KW
MOTOR EXIST ENERGY EXIST ENEFF KW KWH/YR $/YR MATL LABOR TOTAL SIMPLE LABOR
HP EFF EFF Kw KW SAVE SAVED SAVED COST COST COST PAYBACK (HRS)
(1) (2) (3) (4) (5)
1.0 720% 84.0% 0.78 0.67 0.1 976 25 188 49 280 11.0 1.78
15 77.0% 84.0% 1.09 100 .0.09 799 21 173 49 264 12.7 1.78
2.0 80.0% 84.0% 1.40 1.34 0.07 586 15 221 49 317 208 1.78
3.0 84.0% 90.2% 2.01 1.87 0.14 1,207 31 221 49 317 10.1 1.78
50 84.0% 89.5% 3.34 3.14 0.21 1,799 47 302 49 406 8.7 1.78
7.5 855% 91.7% 493 459 0.33 2917 76 377 53 493 6.5 1.91
10.0 865% 91.7% 649 6.12 0.37 3,225 84 455 55 583 70 200
16.0 87.5% 93.0% 963 9.06 0.57 4,987 130 605 69 769 5.9 2.50
20.0 88.5% 93.6% 12.69 12.00 0.69 6,057 157 739 85 940 6.0 3.08
250 89.5% 94.1% 15.68 14.92 0.77 6,717 175 858 88 1,076 62 32
30.0 895% 94.1% 1882 17.90 0.92 8,060 210 997 92 1,234 59 3.33
400 91.0% 950% 2468 2364 1.04 9,104 237 1,401 110 1,706 7.2 4.00
500 91.0% 95.0% 3085 29.55 1.30 11,379 296 1,590 138 1,955 6.6 5.00
600 91.7% 954% 36.74 35.31 142 12,482 325 2,108 157 2,554 79 5.71
75.0 93.0% 95.4% 4528 44.14 1.14 9,979 259 2,373 183 2,885 111 6.67
100.0 93.0% 954% 60.38 58.86 152 13,306 346 3,120 244 3,799 110 8.89
125.0 93.0% 95.4% 75.47 73.57 1.90 - 16,632 432 3,624 314 4,458 103 1143
15800 94.1% 96.2% 89.51 87.55 195 17,116 445 4,829 367 5,862 132 13.33
2000 945% 958% 118.84 117.22 1.61 14,126 367 6,356 440 7,652 20.8 16.00

(1) NEMA nominal efficiency of a new standard efficiant 1800 rpm ODP motor (460V, 3 phase).
(2) NEMA nominal efficiency of a new "GE Brand Premium Efficiency* 1800 RPM QDP motor.
(3) Grainger 1995 prices for GE Premium Efficiency, 1800 RPM, ODP motors

(4) Means 1995 Electrical Cost Data adjusted for Augusta, GA plus 53% mark-up.
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EXISTING MOTORS- CURRENT OPERATING HOURS

MOTOR HP NO %lOAD %EFF KW HRS/ KWH/YR  ENERGY DEMAND
D # YR , COST coSsT
EF-2,13 75 2 75% 85.5% 10 8,760 85,086 $2,236 $0
EF-6,16 10 2 75% 86.5% 13 8,760 113,323 $2,946 $0
EF-4 ; 15 1 75% 87.5% 10 8,760 84,021  $2,185 $0
SF-5 : o 20 1 100% 88.5% 17 8,760 147,683 $3,840 $0
MUA 20 1 75% 88.5% 13 8,760 110,762 $2,880 $0
HW SUPPLY 25 3 75% 89.5% 47 5,840 273,811 $7,119 $0
RA-1A,1B,2A,28 30 4 75% 89.5% 75 8,760 657,147  $17,086 $0
SF-6 40 1 100% 91.0% 33 8,760 287,251 $7,469 $0
15 217 1,759,984  $45,760 $0
TOTAL ELECTRIC COST $45,760
HIGH EFFICIENCY MOTORS- CURRENT OPERATING HOURS
MOTOR HP NO %LOAD %EFF KW HRS/ KWH/YR  ENERGY DEMAND
D # . ' YR cosT COoST
EF-2,13 75 2 75% 91.7% 9 8,760 80,173 $2,084 $0
EF-6,16 10 2 75% 91.7% 12 8,760 106,897 $2,779 $0
EF-4 15 1 75%  93.0% 9 8,760 79,052 $2,055 $0
SF-5 20 1 100%  93.6% 16 8,760 139,636 $3,631 $0
MUA 20 1 75%  93.6% 12 8,760 104,727 $2,723 $0
HW SUPPLY 25 3 75% 94.1% 45 5,840 260,426 $6,771 $0
RA-1A,1B,2A.28B 30 4 75%  94.1% 71 8,760 625,023  $16,251 $0
SF-6 40 1 100%  95.0% 31 8,760 275,156 $7,154 $0
15 206 1,671,089  $43,448 $0
TOTAL ELECTRIC COST $43,448
ANNUAL KWH SAVINGS 88,895
ANNUAL COST SAVINGS $2,311
AN 34

| es

88, 895 bwh 13412
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EXISTING MOTORS- PROJECTED OPERATING HOURS

—

MOTOR HP % LOAD % EFF KW  HRS/ KWH/YR ENERGY DEMAND

D # YR cosT COST
EF-2,13 75 2 75% 855% 10 8,760 85,986 $2,236 $0
EF-6 10 1 75% 86.5% 6 8,760 56,662 $1,473 $0
EF-16 10 1 75% 86.5% 6 5,006 32,962 - $857 $0
EF-4 15 1 75% 87.5% 10 8,760 84,021 - $2,185 - $0
SF-5 20 1 7% 88.5% 13 8,760 110,762 $2,880 $o0
MUA 20 1 75% 8B.5% 13 5,460 68,037 $1,795 $0
HW SUPPLY 25 3 75% 89.5% 47 5,840 273,811 $7,119 $0
RA-1A,1B,2A,2B 30 4 75% 89.5% 75 8,760 657,147  $17,086 $0
SF-6 40 1 100%  91.0% 33 8,760 287,251 $7,469 $0
15 212 1,657,638  $43,099 $0
TOTAL ELECTRIC COST $43,099

" HIGH EFFICIENCY MOTORS- PROJECTED OPERATING HOURS
MOTOR HP % LOAD % EFF KW  HRS/ KWH/YR ENERGY DEMAND

ID # YR COST COST
EF-2,13 7.5 2 5% 91.7% 9 8,760 80,173 $2,084 $0
EF-6 10 1 5% 91.7% 6 8,760 53,448 $1,390 $o0
EF-16 10 1 7% 91.7% 6 5,096 31,093 $808 $0
EF-4 15 1 75%  93.0% 9 8,760 79,052 $2,055 $o
SF-5 20 1 75% 93.6% 12 8,760 104,727 $2,723 $0
MUA 20 1 75% 93.6% 12 5,460 65,275 $1,697 $0
HW SUPPLY 25 3 75% 94.1% 45 5,840 260,426 $6,771 $0
RA-1A,1B,2A.2B 30 4 75% 94.1% Ia 8,760 625,023  $16,251 $0
SF-6 40 1 100%  95.0% 31 8,760 275,156 $7,154 $0
15 202 1,674,373 $40,934 $0
TOTAL ELECTRIC COST  $40,934
ANNUAL KWH SAVINGS 83,266
ANNUAL COST SAVINGS  $2,165

M sindes =
23 266 ok ¥3413
J—
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CONSTRUCTION COST ESTIMATE

Project: Energy Efficient Motors RS&H No.: 694-1331-005

Location: Fort Gordon, GA Date: 06/19/96

Basis: Schematic Design Estimator: T. Todd

Building: Hospital Filename: EST2-EL6.Xs

QUANTITY MATERIAL/EQUIP LABOR (1) TOTAL SOURCE

ITEM DESCRIPTION No. Unit {$/Unit | Total $/Unit  [Total COST Material Labor
Hi-eff 1800 RPM, 7.5 hp 2| ea 377 754 112 224 978 | Gp26.27 MEp199
Hi-off 1800 RPM, 10 hp 2| ea 455 910 117 234 1,144 Gp26,27 MEp199
Hi-eff 1800 RPM, 15 hp 1] ea 605 605 147 147 752 | Gp2627 MEp199
Hi-eff 1800 RPM, 20 hp 2| ea 739 1,478 180 361 1,839 | Gp26,27 MEp199
Hi-eff 1800 RPM, 25 hp 3| ea 858 2,574 188 563 3,137 | Gp26,27 MEp199
Hi-eff 1800 RPM, 30 hp 4| ea 997 3,988 195 781 4,769 | Gp26,27 MEp199
Hi-eff 1800 RPM, 40 hp 1] ea 1,401 1,401 234 234 1,635 Gp26,27 MEp199
Subtotal Bare Costs 11,710 2544 14,254

Retrofit Cost Factors 0% 0 0% 0 0 MMp6 MMp6
Subtotal 11,710 2,544 14,254

City Cost Index (Aug. GA) 0% 0| -46% (1,170) (1,170)f MMp533 MMpS533
Subtotal 11,710 1,374 13,084

OH & Profit Markups 10% 1,171 | 53% 728 1,899 MMp7 MMp475
Subtotal 12,881 2,102 14,983

Sales Taxes 6.0% 773 NA 773 { MMp476
Subtotal 13,654 2,102 15,756

Contingency 10% 1,171 10% 254 1,425 MEp6 MEp6
Construction Cost 14,825 2,356 17,181

Design Fee NA 6.0% 1,031 1,031

SIOH NA 6.0% 1,031 1,031
Total Project Cost 14,825 4418 19.243

(1) Labor cost includes removal of old motors and installation of new motors, and is equal to twice the Means cost for installation.

LEGEND:
MMpiti# 1996 Means Mechanical Cost Data, page ###.
MEpitité 1996 Means Electrical Cost Data, page ###.
Gp#it# 1995 Grainger, page ###.
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY.: ELG
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO-EL6  ENERGY EFFICIENT MOTORS

FISCAL YEAR 1996 DISCRETE PORTION NAME: N/A

ANALYSIS DATE: 06-30-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD

2.

OOMMOOC I -
. . * . L] » ')

INVESTMENT
CONSTRUCTION COST $ 17200.
SIOH $ 1032.
DESIGN COST $ 1032.
TOTAL COST (1A+1B+1C) $ 19264.
SALVAGE VALUE OF EXISTING EQUIPMENT $ 0. -
PUBLIC UTILITY COMPANY REBATE $ 0.
. TOTAL INVESTMENT (1D - 1E - 1F) $ 19264.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

‘l’z.

~N OO o o~

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 284. $  2164. 13.68 $  29605.
B. DIST § .00 0. $ 0. 14.64 § 0.
C. RESID § .00 0. $ 0. 16.00 $ 0.
D. NATG § 2.70 0. $ 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38  $ 0.
N. TOTAL 284. $  2164. $  29605.
NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-) ~ OC  FACTR SAVINGS (+)/

1 @ Q) COST(-)(4)

d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.

FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$ 2164.

. SIMPLE PAYBACK PERIOD (1G/4) | 8.90 YEARS
. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 29605.
. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.54

(IF < 1 PROJECT DOES NOT QUALIFY)

. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 6.87 %

ELG-T
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Air Flows for Hospital, 4th Floor
' . Filename: VAV-4FL.WB2
( . Location: Fort Gordon, GA

<~

N : "'V!v K ’.':, Supplyn."-

~Retum. .

~ Exhaust . ..

- |PlanArea} “AHU | Zone " | DuctSize | CFM | DuciSize | GFM | DuctSize .| GFM
~|LA&B 4W - | Northwest |22 ¢ - 8230 |54 x 20]|.7430 |10 x 8 | 190
A&B .| 4W | Southwest | 22- 8625 |52 x 20| 7320 |14 x 8 | 320
cé&sB 4E Northeast | 18 x 18| 6190 |52 x 16| 6250 {20 x 14| 1415
c&B 4E Southeast | 20 x 20| 7610 |62 x 18| 5905 | 26 x 12| 1435
A&B 4 W  4th Fl, West 16855 14750 510
Percent of design cfm 21% 25% 3%
CcC&B 4E  4th Fl, East 13800 12155 2850
Percent of design c¢fm 16% 18% 13%
4th Floor 4E & 4W 4th Fl, All 30655 26905 3360
Percent of design cfm 18% 21% 9%
Design 4W West, All 80500 59885 16665
Actual 4 W West, All 102000 64710 37330
) Design 4E East, All 85265 65935 21945
Actual 4E East, All « 107000 76250 30700

| (1) Assumes exhaust air cfm is equal to outside air cfm.

HS' 3 -4




Variable Frequency Drive Preliminary Analysis

Filename:

Motor bhp :

Application:
d "

. Motor Eff.:

: ~ OperHours:
" . Elec. Rate: .

Oper' %Oper
Hr/Day Hours

12.0
0.0
12.0
0.0
0.0
0.0
0.0

24.0

Notes:

1. Equation for VFD HP is: HP2 = (Q2/Q1)*3 x HP1

0.50
0.00
0.50
0.00
0.00
0.00
0.00

1.00

03/01/96

Energy Savings =

Cost Savings

2. Q =volume air flow, cfm

Hsi13-5

214,319 kWh/Year
$5,572 Year

ECOHS13a.WB2
Fort Gordon Hospital, 4th Floor
- 125 bhp Exist. Control: - N/IC . .
93.0 % .. - NewControl: .~ VFD . . .
. 8760 Hours/Year St e o
$0.026 XWh - . . _
INPUT HORSEPOWER HORSEPOWER * HOURS
%Flow —
Req'd N/C DMPR ViV  VFD N/C DMPR viv VFD
100% 125.00 125.00 125.00 125.00 547,500 547,500 547,500 547,500
90% 125.00 121.25 10625 91.13 0 0 0 0
80% 125.00 118.75 87.50 64.00 547,500 520,125 383,250 280,320
70% 125.00 112.50 81.25 42.87 0 0 0 0
60% 125.00 10625 75.00 27.00 0 0 0 0
50% 125.00 100.00 68.75 15.63 0 0 0 0
40% 125.00 93.75 62.50 8.00 0 0 0 0
Totals 1,095,000 1,067,625 930,750 827,820
Energy Use Energy Cost
N/C = No Control 878,355 kWh/Yr $22,837 IYr
DMPR = Outlet Damper 856,396 kWh/Yr $22,266 IYr
VIV = Vari. Inlet Vane 746,602 kWh/Yr $19,412 /Yr
VFD = Vari. Freq. Drive 664,036 kWh/Yr $17,265 IYr
Annual Savings for: VFD vs N/C
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Variable Frequency Drive Preliminary Analysis
ECOHS13b.wB2
Fort Gordon Hospital, 4th Floor

Filename:
Application:

Motor bhp :
Motor Eff.:

- - Oper Hours: "

- Elec. Rate:

Oper %Oper %Flow

Hr/Day Hours

120 0.50
0.0 0.00
120 0.50
0.0 0.00
0.0 0.00
0.0 0.00
0.0 0.00
240 1.00
Notes:

03/01/96

1. Equation for VFD HP is: HP2 = (Q2/Q1)*3 x HP1
2. Q = volume air flow, cfm

HSi13-4

. 30'bhp Exist. Control: . N/C
... 895 % NewControl: . VFD: -
- 8760 Hours/Year - ST :
$0.026 /KWh :
INPUT HORSEPOWER HORSEPOWER * HOURS
Req'd N/C DMPR VIV VFD N/C DMPR ~ VIV VFD
100% 30.00 30.00 30.00 30.00 131,400 131,400 131,400 131,400
90% 30.00 29.10 25.50 21.87 0 0 0 0
80% 30.00 28.50 21.00 15.36 131,400 124,830 91,980 67,277
70% 30.00 27.00 1950 10.29 0 0 0 0
60% 30.00 2550 18.00 6.48 0 0 0 0
50% 30.00 24.00 16.50 3.75 0 0 0 0
40% 30.00 2250 15.00 1.92 0 0 0 0
Totals 262,800 256,230 223,380 198,677
Energy Use Energy Cost
N/C = No Control 219,049 KWH/Yr $5,695 /Yr
DMPR = Outlet Damper 213,573 kWh/Yr $5,553 IYr
VIV = Vari. Inlet Vane 186,192 kWh/Yr $4,841 IYr
VFD = Vari. Freq. Drive 165,601 kKWh/Yr $4,306 /Y1
Annual Savings for: VFD wvs NIC‘
Energy Savings = 53,448 KWh/Year
Cost Savings = $1,390 /Year

R S O A
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Variable Frequency Drive Preliminary Analysis
Filename: ECOHS13c.WB2
Application: Fort Gordon Hospital, 4th Floor

Motor bhp : .7.5 bhp" " Exist. Control : N/C
Motor Eff.:: .855 % . - New Control: VFD
- Oper Hours: ' 8760 Hours/Year - . -

" Elec. Rate: $0.026 /KWh

P A L I

~ INPUT HORSEPOWER

03/01/96

HORSEPOWER * HOURS
Oper %Oper %Flow ~
Hr/Day Hours Req'd N/C DMPR VIV VFD N/C DMPR viv VFD
120 050 100% 750 750 750 7.50 32,850 32,850 32,850 32,850
120 050 90% 750 728 638 547 32,850 31,864 27,923 23,948
0.0 000 80% 750 713 525 3.84 0 0 0 0
0.0 0.00 70% 750 6.75 488 257 0 0 0 0
0.0 0.00 60% 750 638 45 1.62 0 0 0 0
0.0 0.00 50% 750 6.00 413 0.94 0 0 0 0
0.0 0.00 40% 750 563 375 048 0 0 0 0
240 1.00 Totals 65,700 64,715 60,773 56,798
Energy Use Energy Cost
N/C = No Control 57,324 kWh/Yr $1,490 /Yr
DMPR = Outlet Damper - 56,464 KWh/Yr $1,468 Nr
VIV = Vari. Inlet Vane §3,025 kWh/Yr $1,379 nvr
VFD = Vari. Freq. Drive 49,557 KWh/Yr $1,288 Yr
‘Annual Savingsfor: VFD wvs NC
Energy Savings = 7,767 kWh/Year
Cost Savings = $202 /Year
Notes:

1. Equation for VFD HP is: HP2 = (Q2/Q1)*3 x HP1
2. Q = volume air flow, cfm

Heovz-7




Variable Frequency Drive Preliminary Analysis 03/01/96

Filename: ECOHS13d.WB2
. Application: Fort Gordon Hospital, 4th Floor
( Motor bhp : 5 bhp Exist. Control : N/C
Motor Eff. 84.0 % New Control: - VFD
Oper Hours: 8760 Hours/Year '

Elec. Rate: $0.026 /KWh'

INPUT HORSEPOWER HORSEPOWER * HOURS
Oper %Oper %Flow P
Hr/Day Hours Req'd N/C DMPR VIV VFD N/C DMPR \"\Y VFD
120 050 100% 500 6500 5.00 5.00 21,900 21,900 21,900 21,900
120 050 90% 500 485 425 365 21,900 21,243 18615 15,965
0.0 0.00 80% 5§00 475 350 256 0 0 0 0
0.0 000 70% 500 450 325 171 0 0 0 0
0.0 0.00 60% 500 425 300 1.08 0 0 0 0
0.0 0.00 50% 500 400 275 063 0 0 0 0
0.0 0.00 40% 5,00 375 250 0.32 0 0 0 0
240 1.00 Totals 43,800 43,143 40,515 37,865
Energy Use Energy Cost

N/C = No Control 38,899 kWh/Yr $1,011 /¥r

DMPR = Outlet Damper 38,315 kWh/Yr $996 Nr

. VIV = Vari. Inlet Vane ' 35,981 kWh/Yr $936 /Yr

( VFD = Vari. Freq. Drive 33,628 kWh/Yr $874 Nr

Annual Savings for: VFD wvs NIC
Energy Savings = 5271 kWh/Year
Cost Savings = $137 Near
Notes:

1. Equation for VFD HP is: HP2 = (Q2/Q1)A3 x HP1
2. Q =volume air flow, ¢fm

WSz -8




Cost Estimate for Variable Frequency Drive & Installation Feb-96
Filename: VSD_COST.WB2

Variable Frequency Drive Isolating Transformer VFD & Isolating Trans.
Motor Bare Cost, $ (1) Estim. | Trans. Bare Cost, $ (3) Total Bare Cost, $
HP Material | Labor | Total |KVA (2)| KVA [ Material [ Labor [ Total | Material.| Labor | Total
3 3150 420 3570 3 3 1 -380 |{:-167 | -547 3530 587 | <4117
5 3450 420 3870 4 5 485 195 680 3935 615 4550
75 3575 500 4075 7 75 645 213 858 4220 713 | 4933
10 3675 500 4175 ) 10 800 293 1093 4475 793 5268
15 4025 755 4780 13 15 1200 390 1590 5225 | 1145 | 6370
20 4825 755 5580 17 20 *| 1313 430 1743 6138 | 1185 | 7323
25 5475 995 6470 21 25 1425 470 1895 6900 | 1465 | 8365
30 6575 995 7570 25 25 1425 470 1895 8000 | 1465 | 9465
40 7275 995 8270 33 375 1550 585 2135 8825 1580 | 10405
50 8300 [ 1275 | 9575 41 45 *| 1725 612 2337 10025 | 1887 | 11912
60 9650 1752 | 11402 49 60 *| 2075 666 2741 11725 | 2418 | 14143
75 11900 | 1752 | 13652 60 75 2425 720 3145 14325 | 2472 | 16797
100 13800 | 1960 | 15760 80 94 *| 2913 743 3655 16713 | 2703 | 19415
125 15600 | 1960 | 17560 | 100 [1125 3400 765 4165 18000 [ 2725 | 21725
150 19200 } 1960 [ 21160 119 | 150 4375 807 5182 | 23575 | 2767 | 26342
200 22200 | 2375 | 24575 158 188 *| 5113 932 6044 27313 | 3307 | 30619
250 *| 25200 | 2790 | 27990 196 225 5850 1056 6906 31050 | 3846 | 34896
NOTES:

2. Assumes motor efficiency for GE, standard efficiency, 3 phase, ODP motor.
3. Costs for isolating transformers from Means Electrical Cost Data, 1996, page 202.
“ Size not listed in Means, costs estimated by interpolation or extrapolation.

. 1. Costs for VFD's from Means Electrical Cost Data, 1996, pages 178 & 179.

HSIZ-9
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CONSTRUCTION COST ESTIMATE

Project: ECO-HS13, VFD w/Dampers, 4th Floor RS&H No.:  694-1331-005
Location: Fort Gordon, GA Date: 03/05/96
Basis: Schematic Design Estimator: W. T. Todd
Building: Eisenhower Army Medical Center Filename: est-hs13.wb2
QUANTITY MATERIAL LABOR TOTAL SOURCE
ITEM DESCRIPTION No. | Unit | $/Unit Total $/Unit Total COST Material | Labor
VFD w/ Iso Trans, 125 hp 2 Ea | 19000 38000 2725 5450 43,450 (1 -1 (1)
VFD w/ Iso Trans, 30 hp 2 Ea | 8000 16000| 1465 2930 18,930 (1) (1)
VFD w/ Iso Trans, 7.5 hp 1 Ea | 4220 4220 713 713 4,933 (1) (1)
VFD w/ Iso Trans, 5 hp 1 Ea | 3935 3935{ 615 615 4,550 (1) (1)
VAV Damper w/ motor
NW supply, 22" md 1 Ea | 288 288] 58 58 346 | MMp328 | MMp328
NW return, 54x20 1 Ea | 453 453 99 99 5§52 | MMp328 | MMp328
NW Exh., 10x8 1 Ea | 117 117] 17.8 18 135 | MMp328 | MMp328
SW supply, 22" rnd 1 Ea | 288 288] 58 58 346 | MMp328 | MMp328
SW return, 52x20 1 Ea | 453 453] 99 99 5§52 | MMp328 | MMp328
SWExh., 14x8 1 Ea | 121 121] 19.3 19 140 | MMp328 | MMp328
- NE supply, 18x18 1 Ea | 139 139 29 29 168 | MMp328 | MMp328
NE retum, 52x16 1 Ea | 512 512 77 77 589 | MMp328 | MMp328
NE Exh., 20x14 1 Ea | 142 142 29 29 171 | MMp328 | MMp328
SE supply, 20X20 1 Ea | 288 288| 58 58 346 | MMp328 | MMp328
SE return, 62X18 1 Ea | 610 610] 122 122 732 { MMp328 | MMp328
SE Exh., 26X12 1 Ea | 246 246] 40.3 40 286 | MMp328 | MMp328
Transformer, 40VA 12 Ea | 23.5 282] 14.5 174 456 | MMp328 | MMp328
DDC Controller, 32 point 1 Ea 0] 3269 3269 3,269 MMp317
Al, Static Press. Sensor 6 Ea 0] 340 2040 2,040 MMp317
AQ, Elec. Controller 6 Ea 0f 229 1373 1,373 MMp317
DO, On/Off Control 12 Ea 0| 360 4315 4,315 MMp317
#18-2 wire in 1/2" EMT 27 |{CLF| 7.6 205| 29.5 797 1,002 | MEp140 | MEp140
Conduit, 1/2" EMT 900 LF 0.3 2701 0.54 486 756 | MEp105 | MEp105
Subtotal Bare Costs 66569 22868 $89,437
Retrofit Cost Factors 5% 3328 5% 1143 4471 | MMp6 | MMp6
Subtotal 69897 24011 93,908
City Cost Index (Aug. GA) 0% 0| -46% -11045 (11,045)| MMp533 | MMp533
Subtotal 69897 12966 - 82,863
OH & Profit Markups 10% 6990| 53% 6872 13,862 | MMp7 |MMp475
Subtotal 76887 19838 96,725
Sales Taxes 6.0% 4613 NA 4613 { MMp476
Subtotal 81500 19838 101,338
Contingency 10% 8150] 10% 1984 10,134 | MEp6 MEp6
Total Construction Cost 89650 21822 111,472
Design Fee NA| 6.0% 6688 6,688
SIOH NA] 6.0% 6688 6,688
Total Project Cost 89650 35198 $124,848
LEGEND:
(1) See VFD cost sheet.
MEp##H# 1996 Means Electrical Cost Data, page ###.

MMp### 1996 Means Mechanical Cost Data, page ##:.
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY-: HSI13
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO-HSI13  SHUT OF AIR W/ DAMPER CONTROLS
FISCAL YEAR 1996 DISCRETE PORTION NAME: N/A
ANALYSIS DATE: 06-30-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD

1. INVESTMENT

A. CONSTRUCTION COST $ 111500.

B. SIOH - . $ 6690.

C. DESIGN COST $ 6690.

D. TOTAL COST (1A+1B+1C) § 124880.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0. -
F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 124880.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL § DISCOUNT  DISCOUNTED

FUEL $/MBTU(1)  MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)

A. ELECT § 7.62 2041. $ 15552. 13.68 § 212757.
B. DIST § .00 0. $ 0. 14.64 § 0.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NAT G § 2.70 1505. $ 4064. 17.25 § 70095.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38 § 0.
N. TOTAL 3546. $ 19616. $ 282853.

.3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) - 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-)  0OC FACTR SAVINGS (+) /
(1) (2) (3) COST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$  19616.
5. SIMPLE PAYBACK PERIOD (1G/4) 6.37 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 282853,
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 16)= 2.26
(IF < 1 PROJECT DOES NOT QUALIFY)
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 8.96 %

HS(z2 - (2




Trane Air Conditioning Economics
By: C.D.S. MARKETING
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EISENHOWER ARMY MEDICAL CENTER
AUGUSTA, GA '
SAVANNAH DISTRICT CORPS OF ENGINEERS

REYNOLDS, SMITH & HILLS
[SCHEDULE AIR TO 4TH FLOGR | gco# tSe3

Weather File Code: AUGUSTA

Location:

Lati tude: 33.0 (deg) e
Longitude: 82.0 (deg)

Time Zone: ) ZZ‘( ‘(8| 95,
Etevation: 143 (ft)

oY A

Barometric Pressure: co.. .. 29.8 (in. Hg) L Il 6 Z.l)
Summer Clearness Number: 0.90 5?7 709
Winter Clearness Number: 0.90 ’
Summer Design Ory Bulb: 95 (F)
Summer Design Wet Bulb: 76 (F) 20‘{{ 'uBTu
Winter Design Ory Bulb: 23 (F) //-’
Summer Ground Relectance: 0.20
Winter Ground Relectance: 0.20
Air Density: 0.0756 (Lbm/cuft)
Air Specific Heat: 0.2444  (Btu/lbay/F)
Density-Specific Heat Prod: 1.1094 (Btu-min./hr/cuft/F)

Latent Heat Factor: 4,883.6 (Btu-min./hr/cuft)

Enthalpy Factor: 4.5387 (Lb-min./hr/cuft)
Design Simulation Period: July To July
System Simulation Period: January To December

Cooting Load Methodology: CEC-DOE2/Exact TFM method with CEC\DOE 2.1c constraints

14:30:42
DAMPER .TM

Time/Date Program was Run: 6/27/96

Dataset Name:

H303-13

DAMIE L Contro

gie (wlk) N6k Hhovas)

————————————
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Trane Air Conditioning Economics
By: C.D.S. MARKETING

MONTHLY ENERGY CONSUMPTION - ALTERNATIVE 1

------------------------------------ MONTHLY ENERGY CONSUMPT ]ORN oveeoreemecscvmccerecnsncccccocencces
ELEC DEMAND GAS GAS DMND
On Peak On Peak On Peak WATER On Peak
Month (kwh) (kW) (Therm) (1000 Gl) (Thrm/hr)
Jan 1,499,168 2,701 77,316 2,029 188
Feb 1,329,888 2,698 72,127 1,806 188
March 1,635,049 2,793 58,684 2,107 183
Aprit 1,750,917 2,941 44,268 2,330 163
May 1,922,752 3,324 40,014 2,780 156
June 2,126,510 3,604 34,758 3,515 152
July 2,235,160 3,599 36,769 3,751 153
Aug 2,212,806 3,628 36,801 3,741 ' 154
Sept 1,978,412 3,459 37,986 3,006 156
Oct 1,688,798 2,870 50,985 2,093 168
Nov 1,579,336 2,825 53,652 1,958 178
Dec 1,562,227 2,730 64,046 1,958 185
Totat 21,521,022 3,628 607,408 31,072 188
Building Energy Consumption = 183,187 (Btu/Sq fFt/Year) Floor Area = 732,541 (Sq Ft)
Source Energy Consumption = 388,119 (Btu/Sq Ft/Year) S - .

H313-14




Trane Air COnditiéﬁfﬁﬁ Eéon;ﬁics

By: C.D.S. MARKETING
: e g

| UTILITY PEAK CHECKSUMS

------ weeememesmemeeeeecencieeeee et YT T LITY PEAK CHECKSUMS =mmoompmmeceomaccaccaaccaceccoees

L

Utility ELECTRIC DEMAND

Peak Value 3,628.3 (kW)

Yearly Time of Peak 18 (hr) 8 (mo)

Hour 18 Month 8

Eqp. Utitity
Ref. Equipment Demand
Num. Code Name Equipment Description kW)
Cooling Equipment

1 €Q1001L 2-STG CENTRIFUGAL CHILLER >550 TONS 761.9

2 EQ1001L 2-STG CENTRIFUGAL CHILLER >550 TONS 604.7

4 €Q1307 PACKAGED TERMINAL AIR CONDITIONER 26.8

S EQ1120L  AIR-CLD RECIPROCATING > 22 TONS 63.5
Sub Total 1,456.9
Heating Equipmentﬂi‘”,

1 €Q2002 ~ GAS FIRED STEAM BOILER $6.0
Sub Total 56.0
Air Moving Equipment

1 .. SUMMATION OF FAN ELECTRICAL DEMAND 102.3

2 SUMMATION OF FAN ELECTRICAL DEMAND 102.1

3 -. SUHMATIQM OF FAN»ELECTRICAL DEMAND 3 82.8

4 SUMMATION OF FAN ELECTRICAL DEMAND 94.9

5 SUMMATION OF FAN ELECTRICAL DEMAND 21.5

6 SUMMATION OF FAN ELECTRICAL DEMAND 34.7

7 SUMMATION OF FAN ELECTRICAL DEMAND ’ 88.1

8 SUMMATION OF FAN ELECTRICAL DEMAND 1.5

9 SUMMATION OF FAN ELECTRICAL DEMAND 8.4

10 SUMMATION OF FAN ELECTRICAL DEMAND 76.0
sub Totat o 612.3
Sub Total 0.0
Miscellaneous

Lights 732.6

Base Utilities o.0

Misc Equipment 770.6
Sub Total 1,503.1
Grand Total 3,628.3

“ALTERNATIVE 1 -

HS13-15

Percnt
of Tot
(¢3)

21.00
16.66
0.74
1.75

40.15

2.82
2.81
2.28
2.62
0.59
0.96
2.43
0.04
0.23
2.09

16.88

0.00

20.19
0.00°

21.24

41.43

100.00




Trane Air Conditioning Economics
B8y: C.D.S. MARKETING

- CAL(?OR“!A TITLE 24 COMPLIANCE - ALTERNATIVE 1

------------- emeeeeccccnccacanccccaacacoanae CALIFORNIA TITLE 24 COMPLIANCE REPORT
Weather Name ........c.cce.... ceenee eeees  AUGUSTA

Gross Conditioned Floor Area (sgft)..... . 732,541

ACM Multiplier ..icvieieiiecncaaancnns toee 1.025
---------------------------------------- ENERGY USE SUMMARY

Primary Heating

Primary Cooling
Compressor
Tower/Cond Fans
Condenser Pump
Other Accessories

Auxiliary
Supply Fans
Circulation Pumps
Base Utilities
Subtotal

Lighting

Receptacle

Domestic Hot Water

Cogeneration

Totals

ELEC
(kWh/yr)

141,955.8

2,668,985.2
536,585.9
1,020,989.8
815,059.0

5,016,097.5
677,818.1
0.0
5,693,915.5
5,344,352.5
5,299,176.5
0.0

0.0
21,521,020.0

GAS
(kBtu/yr)

33,801,960.0

0.0
0.0
0.0
0.0

0.0
0.0
0.0
0.0
0.0
0.0
26,938,834.0
0.0
60,740,792.0

HS13-16

WATER
(1000 gal)

378.8

0.0
30,391.1
0.0
0.0

0.0
0.0

0.0

0.0
0.0

0.0
301.9

"~ 0.0
31,071.7

PERCENT
OF TOTAL
ENERGY
%)

25.6

6.8
1.4
2.6
2.1

12.8
1.7
0.0

14.5

13.6

13.5

20.1
0.0

100.0

vV 600
PAGE

------------ evessvcecccaccccccvaccone

.
TOTAL ADJUSTED
SOURCE  UNIT SOURCE
ENERGY ENERGY
(kBtu/yr) (kBtu/yr-sf)
37,034,640.0 51.8
27,330,472.0 38.2
5,494,652.5 7.7
10,454,960.0 14.6
8,346,223.5 1.7
51,364,956.0 71.9
6,940,873.0 9.7
, 0.0 0.0
58,305,828.0 81.6
54,726,296.0 7%.7
54,263,692.0 76.1
28,356,668.0 38.7
0.0 0.0
284313440.0 " 393.1

3




TRACE 600 input file C:\COS\JOBS\FTG\DAMPER.TM by C.D.S. MARKETING

01 Card - Job Information

Project: EISENHOWER ARMY MEDICAL CENTER
Location: AUGUSTA, GA
Client: SAVANNAH DISTRICT CORPS OF ENGINEERS

Program User: SMITH & HILLS
Comments:{ SCHEDULE AIR TO 4TH FLOOR

Card 08---------mcccccccnccccacana. Climatic Information -----==c-=cccccecccccccnconannan

Summer Winter Summer Summer Winter
Weather Clearness Clearness Design Design Design Building

Code Number Number Dry Bulb Wet Bulb Dry Bulb Orientation Reflect Reflect

AUGUSTA

Card 09--------ccccacncaacs Load Simulation Periods --===--sceccovconcoccecacs
1st Month Last Month Peak 1st Month Last Month 1st Month Last Month
Cooling Cooling Cooling Summer Summer Daylight Daylight
Simulation Simulation Load Hr Period Period Savings Savings
JuL JuL

Card 10-<-<-----eeua Load Simulation Parameters ---<~c---ecccccooconas
Cooling Heating Airflow Airflow Room Put Wall

Load Load Ventilation Input Output Circulation RA Load
Method Method Method Units Units Rate to Room
CEC-DOE2 CEC-DOE2

Card 11-------- - Energy Simulation Parameters -----~cecccccccaan
1st Month Last Month Level Building
Energy Energy of Holiday Calendar Floor
Simulation Simulation Calculation Code Code Area

JAN DEC 20NE 2001

Card 19- Load Alternative -
Number Description
1 BASELINE

H313-17

Page #1




. :Car& 25

Room
Kumber
534
M610
612
614
620
622
630
632
634
710
712
714
720
722
724
M900
902

906

s .

LS

Alternative #1

Page #6

seeee- Seceeccccecececceeeasst Yall/Glass Parameters --------=-- Semsssesscsccsceccsccocsooosoos weseesss-
: i ° Pct Glass e External Internal Percent Inside

Watll Glass Glass or No. of Glass Shading Shading Shading Solar to Visible Visible
Number Length Width Windows U-Value Coefficient Type Type Ret. Alr Transmittance Reflectance
1

1 10 1.04 0.9 3 3

1

1

1

1

1

1

1

1

1

1

1

1

1

1 20 1.04 1. 3

1

1

1
--------------------------------------------- Schedules -=--==----sescococmomone oot

Reheat Cooling Heating Auxiliary Room Daylighting

People Lights Ventilation Infiltration Minimum Fans Fan Fan Exhaust Controls
A-P8HPD A-L8HPD AVAIL OFF AVAIL AVAIL AVAIL AVAIL

AVAIL AVAIL e .
AVAIL AVAIL o o
AVAIL AVAIL

NONE NONE NONE NONE NONE NONE

AVAIL AVAIL AVAIL AVAIL AVAIL AVAIL AVAIL AVAIL

NONE NONE NONE NONE NONE NONE

A-P8HPD A-L8HPD  AVAIL AVAIL AVAIL AVAIL AVAIL

A-MODSKF A-MODSKF

A-P8HPD A-L8HPD

A-PBHPD A-L8HPD

A-P8HPD A-L8HPD .

NONE NONE NONE NONE NONE NONE

A-P8HPD  A-LBHPD  AVAIL AVAIL lA-DAMPERl

AVAIL AVAIL AVAIL OFF AVAIL AVAIL AVAIL

A-P8HPD A-L8HPD  AVAIL AVAIL AVAIL AVAIL AVAIL

NONE NONE NONE NONE NONE NONE

NONE NONE NONE NONE NONE NONE

N Al

HSI3 -18




TRACE 600 input file C:\CDS\JOBS\FTG\DAMPER.TM by C.D.S.

Card 65---=cc=ccccccccccaccncanancacecccaccccaoo Heating Load Assignment

MARKETING

Page #13

Alternative #1

Load All Coil .
Assignment Loads To -Group 1- -Group 2- -Group 3- -Group 4- -Group S- -Group 6- -Group 7- -Group 8- -Group 9-
Reference Heating Ref Begin End Begin End Begin End Begin End Begin End Begin End Begin End Begin End Begin End
1 1 1 11
Card 67--------cccremccmcencrcnaccnccicicnnnas Heating Equipment Parameters =--======se=-c-- seesmsseecscccceccccccccanonan
Heat Equip Number HW Pmp Energy Seq Switch Demand
Ref Code of Full td Cap'y Rate Order over Hot Misc. Limit
Number Name Units Value Units Value Units value Units Number Control Strg Acc. Cogen Number
1 £Q2002 1 40 HP 15000 MBH 80.0 PCTEFF
2 EQ2002 1 40 HP 15000 MBH 80.0 PCTEFF
3. EQ2002 1 40 HP 15000 MBH 80.0 PCTEFF
Card 69---~+---ccececcccancen Fan Equipment Parameters ------e---se-cceccoccacecene
System
Set Cooling Heating Return Exhaust Auxiliary Room Optional
Number Fan fan fan Fan Suppty Exhaust Ventilation
1 EQ4001 €Q4004 SAMPLE-F
2 EQ4001 EQ4004 SAMPLE-F
3 £Q4001 SAMPLE-F
4 | 504904[ SAMPLE-F
5 EQ4001 SAMPLE-F
6 EQ400 SAMPLE-F
7 SAMPLE-F
8 EQ4001 SAMPLE-F
9 €Q4001 SAMPLE-F N .
10 -~ £Q4001 U$D’5 773 SAMPLE-F =0 o S
" £Q4000 £Q4000
AHUs 457 (4et ) ool refur ot
{

Card 70------~ceccccccnnc-. Fan Equipment KW Overrides ~-ee--c-cceccecccccacn..

----- MAIN SYSTEM----- --OTHER SYSTEM-- ----DEMAND LIMIT PRIORITY---
System Cool Heat Ret Exh Aux Room Opt Room Opt
Set Fan Ffan Ffan Fan Sup Exh Vent Cool Heat Aux Exh Vent
Number KW KW KW KW KW KW KW Fan Fan Fan Fan Fan
1 80 25 -
2 80 25
3 80
4 100 13
5 17
[ 33
7 100 13
8
9
10 16 60
1

HSI3-19




Schedules:

iA-DAHPER 4TH FLOOR DAMPER SCHEDULEl
-L8HPD GHTS BHR/DA

A-MODSKF KIT FAN MOD SCH

A-P8HPD PEOPLE 8HR/DA

AVAIL AVAILABLE (100%)

BLGBASE2 HOSPITAL BLG TEMPLATE HOT WATER SCHEDULE
CL_76 COOLING TSTAT - CONST 76F

HOTRLGT HOTEL ROOMS LIGHTS

HT_75 HEATING YSTAT - CONST 7SF

NONE ANY PROJECT

OFF ALWAYS OFF

System:

FC FAN COIL

FPVAV FAN POWERED VAV

PTAC PACKAGED TERMINAL AIR COND.
UV URIT VENTILATOR

VRH VARIABLE VOLUME REHEAT

Equipment:

Cooling:
EQ1001L  2-STG CENTRIFUGAL CHILLER >550 TONS
EQ1120L AIR-CLD RECIPROCATING > 22 TONS
EQ1307 PACKAGED TERMINAL AIR CONDITIONER
THRMCHHE TRANE DIRECT FIRED ABSORBER, 1.07 COP
Heating:
£Q2002 GAS FIRED STEAM BOILER
Fan:
EQ4000 PREVENTS CONSUMPTION OF FAN ENERGY
EQ4001 AIR FOIL CENTRIFUGAL - CONSTANT VOLUME
EQ4004 AXIAL FLOW - CONSTANT VOLUME (MODEL Q)
EQ4280 AIR FOIL FAN W\VARIABLE SPEED DRIVE
EQ4904 VANE AXIAL FLOW FAN WITH VFD
SAMPLE-F SAMPLE GENERIC FAN
Tower:
EQ5100 COOLING TOWER FANS
Misc:
EQS003 CHILLED WATER PUMP-VAV(SAME AS EQS007)

HSI3-20




3 . »52."

“Locations
Client: :
Program User:
Comments:

Starting Month: JAN Ending Month: DEC
Starting Day Type: DSGN Ending Day Type: WKDY

Hour Util Percent

0 10
6 100
17 10
24

Starting Month: JAN Ending Month: DEC
Starting Day Type: SAT Ending Day Type: SUN

Hour Util Percent

avew cccecccnccns

0 10
264

HSI3 -2(

| For wad, '?bﬁi%}dp T
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CONSTRUCTION COST ESTIMATE

ECO # HS18 Redueo Heated orCooled Outside Ak
LF ) .

.~ RS8HNo.: -

694-1 331-005
< 300096 -

P HUTCHINS :

EST—HSiB.XLS

. QUANTITY MATERIALIEQUIP SOURCE

ITEM DESCRIPTION No. Unit [$/Unit Total Unit  |Total COST Material Labor
Balance AHU 2| ea $0 |$507.00 $1.014 $1.014 MMp332
This estimate includes overhead and profit
Subtotal Bare Costs $0 $1,014 $1.014

Retrofit Cost Factors 0% $0 0% $0 $0 MMp6 MMp6
Subtotal $0 $1.014 $1.014

City Cost Index (Aug. GA) 0% $0 0% $0 $0 | MMpS33 | MMp533
Subtotal $0 $1,014 $1.014

OH & Profit Markups 10% $0 0% $0 $0 MMp7 MMp475
Subtotal $0 $1,014 $1,014

Sales Taxes 6.0% $0 NA $0 | MMp476
Subtotal $0 $1.014 $1,014

Contingency 10% $0{ 10% $101 $101 MEp6 MEp6
Subtotal construction Cost $0 $1,115 $1,115

Design Fee NA 0.0% $0 $0

SIOH NA 6.0% $61 $61

Total Project Cost $0 $1,176 $1,176

LEGEND:
MMpitist
MEp#itt

) Cph

(- Dp##t#

1996 Means Mechanical Cost Data, page ###.

1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###

HS18 -2




LIFE CYCLE COST ANALYSIS SUMMARY STUDY: HS18
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO-HS18  REDUCE HEATED & COOLED OUTSIDE AIR
FISCAL YEAR 1996 DISCRETE PORTION NAME: N/A.
ANALYSIS DATE: 06 30 96 ECONOMIC LIFE 20 YEARS PREPARED BY N TODD

Chiady INVESTMENT S e 005 Ll
.-'.‘:A' CONSTRUCTI‘DN" OST $ .. 1100“

B, SIOH - w#o b oietg -0 lggl T

C. DESIGN COST ' $ - 66.

D. TOTAL COST (1A+1B+IC) § - 1232.

E. SALVAGE VALUE OF EXISTING EQUIPMENT § 0. p
F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - IF) $ 1232.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 136. $ 1036. 13.68 § 14177.
B. DIST § .00 0. $ 0. 14.64 § 0.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NATG $ 2.70 32. $ 86. 17.25  § 1490.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38 § 0.
N. TOTAL 168. $ 1123. $ 15667.

.3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90 -
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-). OC FACTR SAVINGS (+)/
(1) (2) (3) CoST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$  1123.
5. SIMPLE PAYBACK PERIOD (1G/4) 1.10 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) §  15667.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 16)= 12.72
(IF < 1 PROJECT DOES NOT QUALIFY)
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 18.78 %

HS& -3
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EISENHOWER ARMY MEDICAL CENTER
AUGUSTA, GA o
SAVANNAM DISTRICT CORPS OF ENGINEERS
REYNOLDS, SMITH & HILLS

{ os4 Rsoucnonl gco ‘_\.S )

Weather File Code: AUGUSTA
Location:

Latitude: 33.0 (deg)
Longitude: 82.0 (deg)
Time Zone: 5
Elevation: 143 (fv)
Barometric Pressure: i 29.8 \(j_n.‘ Hg)

Summer Clearness Number: 0.90

Winter Clearness Number: 0.90

Summer Design Dry Bulb: 95 (F)
Summer Design Wet Bulb: 76 (F)
Winter Design Dry Bulb: 23 (F)
Summer Ground Relectance: 0.20

Winter Ground Relectance: o+ 0.20

Air Density: = L 0.0756 (Lbm/cuft)

Air Specific Heat: 0.2444  (Btu/lbavF)
Density-Specific Heat Prod: = 1.1094 (Btu-min./hr/cuft/F)

.

BUELCY SKUINGS

/—_

o

22,118, 93|

| 26 MBTY
15172

Latent Heat Factor: '4,883.6 (Btu-min./hr/cuft)

Enthalpy Factor: : 4.5387 (Lb-min./hr/cuft)

Design Simutation Period: July To July

System Simulation Period: January To December

Cooling Load Methodology: ’ CEC-DOE2/Exact TFM method with CEC\DOE 2.1c constraints
Time/Date Program was Run: 19:10:44 6/26/96

Dataset Name: " OSA .TM

HS 18-

Gk Celarms)
NGk (thers

bz, 40
bz2, 131

22 B

oy




2%@9{
.,
[ 2 (TE LR

SUMPTION - ALTERNATIVE 1

Month

Jan
feb
March

. April

May
June
July
Aug
Sept
Oct
Nov
Dec
" Total

Building Energy Consumption
. Source Energy_Coqsumption

ELEC
On Peak
(kWh)

1,552,783
1,377,334
1,691,412
1,807,434
1,974,632
2,160,054
2,261,782
2,243,318
2,014,967
1,744,879
1,633,376
1,616,987
22,078,960

RN

DEMAND
On Peak
(kW)

2,740
2,738
2,829
2,969
3,376
3,620
3,615
3,661
3,506
2,901
2,876
2,767
3,661

GAS
On Peak
(Therm)

78,233
73,339
60,151
45,562
41,192
35,747
37,878
37,848
39,112
52,382
55,065
65,648
622,137

GAS DMND

WATER On Peak
(1000 GL) (Thrm/hr)
2,094 188
1,865 188
2,212 184
2,451 164
2,855 158
3,503 152
3,738 154
3,722 155
3,053 157
2,200 169
2,051 180
2,055 187
31,800 188

187,797 (Btu/Sq Ft/Year)

- 398,035 (Btussq Ft/Year)

HSI18-5

Floor Area

732,541 (sq Ft)

22 ST




utility

Peak Value 3,661.3

Yearly Time of Peak 18 (hr)

Hour 18 Month 8

Eqp.
Ref. €Equipment
Num. Code Name

Cooling Equipment

1 EQ1001L

2 €Q1001L

4 EQ1307

S EQ1120L
Sub Total

Heating Equipment
1 . EQR002
Sub Total

Air Moving Equipment

VO 0O N WV NN -

-
[+

Sub Total

Sub Total
Miscellaneous
Lights

Base Utilities
Misc Equipment

Sub Total

Grand Total

ELECTRIC DEMAND

(kW)

2-STG CENTRIFUGAL CHILLER >SS0 TONS
2-STG CENTRIFUGAL CHILLER >550 TONS

8 (mo)

Equipment Description

vurtirerry

PACKAGED TERMINAL AIR CONDITIONER
AIR-CLD RECIPROCATING > 22 TONS

GAS FIRED

- SUMMATION OF
"SUMMATION OF

SUMMATION OF
SUMMATION OF
SUMMATION OF
SUMMATION OF
SUMMAT ION OF
SUMMATION OF
SUMMATION OF
SUMMATION OF

FAN
FAN
FAN

FAN

FAN
FAN
FAN
FAN
FAN
FAN

STEAM BOILER

ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL

DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND

HSI& -4

PEAK

utility

Demand

kW)

753.4
596.0
26.8
63.5

1,439.6

CHECKSUMS -=crorogreccoscmcmmicoaaaecnnnaanas

Percnt

of Tot

(%)

20.58
16.28
0.73
1.74

39.32

56.0

56.0

f'f*710213

102.1
82.8
T 115.9
21.5
3.7

117.4.

1.8
8.4
76.0

662.6

0.0

732.6
0.0
770.6
1,503.1

3,661.3

20.01

0.00
21.05
41.05

100.00




L - Traneki'r -Condi tioning ‘Economics
: By:.C,D.S. .MARKETING 7%

s LRI IR ;{{SM'% o
AT +: CAL I-FOR&TA TITLE 24 CWPLI

------------------- =-e-esesssesceseceeaesaac CALIFORNIA TITLE 24 COMPLIANCE REPORT
Weather Name ....cececcosccsaseacseseseass  AUGUSTA
Gross Conditioned Floor Area (sqft)...... 732,541 -
ACM Multiplier ........ ceseasecacacanacas 1.025 . )
---------------------------------------- ENERGY USE SUMMARY
PERCENT TOTAL ADJUSTED
OF TOTAL SOURCE  UNIT SOURCE
ELEC GAS WATER ENERGY ENERGY ENERGY
(kwh/yr) (kBtu/yr) (1000 gal) %) (kBtu/yr) (kBtu/yr-sf)
Primary Heating © . 141,955.8 35,274,828.0 - 385.9 26.0 38,585,028.0 54.0
Primary Cooling ) : :
Compressor 2,713,409.7 0.0 0.0 6.7 27,785,380.0 38.9
Tower/Cond Fans . $36,170.3 0.0 31,119.7 ' 1.3 5,490,396.0 7.7
Condenser Pump 1,005,827.2 0.0 0.0 2.5 10,299,695.0 14.4
Other Accessories 814,772.4 0.0 0.0 2.0 8,343,289.0 11.7
Auxiliary
. Supply Fans 5,549,719.5 0.0 0.0 13.8 56,829,260.0 79.5
Circulation Pumps 673,572.5 0.0 0.0 1.7 6,897,398.5 9.7
Base Utilities ' 0.0 0.0 0.0 0.0 0.0 0.0
N subtotal % o, :6,223,292.0 . .;.0.0 1 . 0.0 o :. 0 15,4 63,726,656.0 .. . 89.2
Lighting o i T 5,344,352.5 © 0.0 - 0.0° 3.3 54,726,296.0 T Te.7
Receptacle _ L i 5,299,176.5 S~ 0.0 o 0.0 . 13.1 54,263,692.0 74.1
Domestic Hot Water C . 0.0 26,938,826.0 .. 29.7 ... .19.6 28,356,660.0 38.7
Cogeneration : : 0.0 0.0 0.0 000 .7 0.0 0.0
Totals 22,078,956.0 62,213,656.0 31,800.3 100.0  291577088.0 403.3
b
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"01 Card - Job Information e T Ll T

cenee T N . —

“TRACE 600 input file C:\COS\JOBS\FTG\OSA.TH by C.D.S. MARKETING . Altérnative #1 ~ Page #1

e,

Project: EISENHOWER ARMY MEDICAL CENTER

Location: AUGUSTA, GA

Client: SAVANNAH DISTRICT CORPS OF ENGINEERS : -
Program User: REYNOLDS, SMITH & HILLS

Comments: IE-S-I- REDUCTION [

Card 08-----c--cmeecccecccccnnnaana. Climatic Information =-~=essccmccccccccccccccnmacacnan
Summer Winter - Summer Summer Winter Sumer  Winter

Weather Clearness Clearness Design Design Design Building Ground Ground

Code Number Number Ory Bulb Wet Bulb Dry Bulb Orientation Reflect Reflect

AUGUSTA

Card 09----~ecmccvecccnca. Load Simulation Periods =--e--eecccecvcacccaanaa-.

ist Month  tast Month Peak 1st Month Last Month 1st Month Last Month

Cooling Cooling Cooting Summer Summer Daylight Daylight

Simulation Simulation Load Hr Period Period Savings Savings

JuL JuL

Card 10---~---cvee-- Load Simulation Parameters ---<cccceccececaacaa..

Cooling Heating Airflow Airflow Room Put Wall

Load toad Ventilation Input Output Circulation RA Load

Method Method Method Units Units Rate to Room

CEC-DOE2 CEC-DOE2

Card 11--------- Energy Simulation Parameters =+------ce-veceac-
1st Month Last Month Level Building
Energy Energy of . Holiday Calendar Floor
Simulation Simulation Calculation Code Code Area

JAN DEC ZONE 2001

Card 19- Loa& Alternative -
Number Description
1 BASELINE




TRACE 600 input file C:\CDS\JOBS\FTG\OSA.TM by C.D.S. MARKETING

R PRI
“

Card 27-=-<=-==---- ssesescccscscccccsttancnnraes People and Lights -=s=-=srecsccsocecasccnsns AR
Lighting " -~ percent - --- Daylighting ----
Room People People People People Lighting Lighting Fixture Ballast Lights to Reference Reference
Number value Units Sensible Latent Value Units Type factor Ret. Air PRoint 1 Point 2 '
M 309 SF-PERS 250 200 1.125 WATT-SF  RECFL-RS 75 ' o
160 2.625
170 2.625
180 2.625
190 0 SF-PERS
240 0 SF-PERS
350 1] SF-PERS :
400 200 SF-PERS 2.025 WATT-SF
410 200 SF-PERS 2.025 WATT-SF
420 200 SF-PERS 2.025 WATT-SF
430 200 SF-PERS 2.025 WATT-SF
440 200 SF-PERS 2.025 WATT-SF
800 0 SF-PERS ’
810 0 SF-PERS
M900 150 SF-PERS [ WATT-SF
Card 28-----<-csscccccecccccacncrccanecnaccccccenann Miscellaneous Equipment ---=-ceeeecccccccccoocnccccccacaceccoccaaccaccacans
Misc Energy Energy Energy Percent Percent Percent '
Room Equipment Equipment Consump Consump Schedule Meter of Load Misc. Load Misc. Sens Radiant
Optional
Number Number Descrip Value Units Code Code Sensible to Room to Ret. Air Fraction Air
Path
] 1 MISC EQUIP 1.08 WATT-SF A-L8HPD  ELEC
160 1 MISC EQUIP 5.00 WATT-SF AVAIL ELEC
170 1 MISC EQUIP 7. 5.00 - WATT-SF AVAIL - ELEC -
180 1 MISC EQUIP 5.00 WATT-SF AVAIL ELEC
250 1 MISC EQUIP 3.00 WATT-SF A-LBHPD  ELEC
M900 1 MISC ELEC 1. WATT-SF HOTRLGT  NONE
Card 29-------cc-cr-ccmccncracacncrcanccccncnccen ROOM Airflows =====c-meecccencccmccccceccaccccccccccccacacnnes
-------------- Ventilation--<--~-~------ s=ee=--e--e---Infiltration--c-cceccscce- -
Room  ----- Cooling-=-=--- ... ====-Heating----- _ e====Cooling----- . memee Heating----- L i
Number Value _Units  “Value Units ____ value Units ~* Value - Units™ " value o
I M1 9 PCT-MCLG 19 PCT-MCLG| O ACH-HR 0 ACH-HR 100 ~ PCT-MCLG
M210 19 _PCI-MCLG 19 PCI-MCLG) 0.75 ACH-HR 0.75 . ACH-HR 100 - PCT-MCLG
302 100 PCT-MCLG 100 PCT-MCLG o ... 100 . PCT-MCLG
330 100 PCT-MCLG 100 " PCT-MCLG . ) E o o 100 ~PCT-MCLG
332 100 PCT-MCLG . 100 - PCT-MCLG O ACH-HR 0 " ACH-HR 100 " PCT-MCLG
334 100 PCT-MCLG 100 PCI- 0 ACH-HR 0 i ACH=-HR 100 PCT-MCLG
| Me00 23 _Mﬁ.k_gﬂﬁ] 0.25 "ACH-HR  0.25 ACH-HR 100 PCT-MCLG
10 PCT-M 0 b L e STt T 100 " PCT-MCLG
PCT-MCLG 23 PCT-MCLG f 0.25 ACH-HR 0.25 ACH-HR 100 PCT-MCLG
=800 o CFM 0 CIN 0 CFM 1} CFM
810 1] CFM 0 CFM 0 CFM 0 - CFM ST L i
M900 15 PCT-MCLG 15 ° PCT-MCLG 0.50 ACH-HR 0.50 ACH-HR 100 PCT-MCLG

O SA ru@awt’j on L Jasseda m/u_p‘(
kAbrn walee vp OR ¢ Teuy
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Variable Frequency Drive Preliminary Analysis 03/06/96

Filename: ECO-HSX WB2
. Application:  Fort Gordon Hospital, 4th Floor .
(\ ;. _Motorbhp: °  -40 bhp . Exist. Control : N/C

Nevy, Co trol:_

INPUT HORSEPOWER
Oper %Oper %Flow - :
- H/Wk Hours Reqd NC DMPR VIV VFD N/C DMPR | ~VIV - VFD.".

' 1040 062 100% 40.00 40.00 40.00 40.00 216,914 216,914 216,914 216,914

00 000 90% -40.00 38.80 34.00 29.16 0 0 0 0
00 000 80% 40.00 38.00 28.00 20.48 0 0 0 0
00 000 70% 40.00 36.00 26.00 1372 0 0 0 0
00 000 60% 40.00 34.00 24.00 8.64 0 0 0 0
00 0.00 50% 40.00 3200 22.00 5.00 0 0 0 0
64.0 038 40% 40.00 30.00 20.00 256 133,486 100,114 66,743 8,543
168.0 1.00 : Totals 350,400 317,029 283,657 225,457
Energy Use Energy Cost
N/C = No Control 287,251 KWhYr $7,469 IYr
DMPR = Outlet Damper 259,894 kwh/Yr $6,757 Nr
VIV = Vari. inlet Vane 232,537 KWh/Yr $6,046 IYr
(. VFD = Vari, Freq. Drive 184,825 KWh/Yr $4,805 /Yr
- Annual Savings for: VFD wvs NC
Energy Savings = 102,426 kWh/Year
Cost Savings = $2,663 /Year

Notes:
1. Equation for VFD HP is: HP2 =(Q2/Q1)"3 x HP1
2. Q = volume air flow, cfm

HS$24 -2




Variable Frequency Drive Preliminary Analysis 03/06/96
Filename: ECO-HSX.WB2
‘ Application: Fort Gordon Hospital, 4th Floor

Motorbhp: - Sbhp  Exist Control: NC
MetorEff_ - 89.5 % .- - NewControl: VFD -

: ~,8760 Hourleear
wwzrwm i % R L e s S T
. o ) INPUT HORSEPOWER S HORSEPOWER * HOURS .
Oper %Oper %Flow - . -
HrAWK Hours. Reqd N/C DMPR, . VIV .VFD N/C - DMPR “VIvV VFD

104.00 062- 100% ~ 5.00 5.00 5.00 500 27,114 27,114 27.1;14 27,114

0.0 000 90% 5.00 4.85 4.25 3.65 o] 0 0 0
0.0 0.00 80% 5.00 4.75 3.50 2.56 0 0 0 0
00 000 70% 5.00 4.50 3.25 1.71 0 0 0 0
00 000 60% 5.00 4.25 3.00 1.08 0 0 0 0
0.0 0.00 50% 5.00 4.00 275 0.63 0 0 0 0
640 0.38 40% 5.00 3.75 2.50 0.32 16,686 12,514 8,343 1,068
168.0 1.00 Totals 43,800 39,629 35,457 28,182
Energy Use Energy Cost
N/C = No Control 36,508 kWh/Yr $949 NYr
DMPR = Outlet Damper 33,031 KWh/Yr $859 IYr
VIV = Vari. Inlet Vane 29,554 KWh/Yr $768 IYr
(. VFD = Vari. Freq. Drive 23.490 KWhIYr $611 I
Annual Savings for: _ VFD- vs NC
Energy Savings = 13,018 kWh/Year
Cost Savings = $338 /Year
Notes:

1. Equation for VFD HP is: HP2 = (Q2/Q1)*3 x HP1
2. Q = volume air flow, cfm

He 24 -4




CONSTRUCTION COST E~S‘TIMATE

' ‘ Project: ECO-HS24, Scheduling Controls for SF-8 & EF-5 . RSBHNo.: 694-1331-005
( ’ -Location: Fort Gordon, GA ) . Date: 03/06/96 .
. -'Basis: ~ .SchematicDesign =~ . _ N Estlmator - W.T.Todd -

S E ﬁSOURCE T

” :... |_ITEM DESCRIPTION . 4% CQST. - #| Material | -Labor -
a * |DDC Controls::*t-smswx ~ e ™ Szl mone [ itwens [ ergton cuvicn | sl saaema | w7 e o s sen e aotmanoug. |
Setback schedule for fans » ' 1 il N
Engineering labor 2 Pt 0] 49.68 99 89 | MMp318|MMp318
Calibration labor 2 Pt 0] 49.68 99 -~ 99 |[MMp318 | MMp318
Start-up & chkout labor| 2 Pt 0] 75.18 150] . 150 | MMp318 | MMp318
Set VEDs for minimum flo .
Engineering labor 2 Pt 0} 49.68 99 99 | MMp318 | MMp318
Calibration labor 2 Pt 0| 49.68 99 99 | MMp318 | MMp318
Start-up & chkout labor| 2 Pt 0] 75.18 150 150 | MMp318 | MMp318
Manual overide inputs
Engineering labor 2 Pt 0f 49.68 99 99 | MMp318 | MMp318
Calibration labor 2 Pt 0] 49.68 99 99 { MMp318 | MMp318
Start-up & chkout labor| 2 Pt 0] 75.18 150 150 | MMp318 | MMp318
Hand/Off/Auto switch 1 Ea 57 57] 38 38 95 MEp195 MEp195
Wire, copper, 600 V, #12 6 CLF] 5.9 35{ 215 129 164 | MEp144 | MEp144
Conduit, 1/2" EMT 200 | LF | 0.3 60] 0.54 108 168 | MEp105 | MEp105
Subtotal Bare Costs 162 1319 $1,471
Retrofit Cost Factors 0% 0§ 0% 0 0] MMp6 | MMp6
Subtotal 152 1319 1,471 - .
City Cost Index (Aug. GA) 0% 0] -46% -607 ' (607) MMp533 | MMp533
Subtotal 162} - 712 864
OH & Profit Markups 10% 151 63% 377 392 | MMp7 |MMp475
Subtotal 167 1089 1,256
Sales Taxes 6.0% 10 NA 10 | MMp476
Subtotal 177 1089 1,266
Contingency 10% 18| 10% 109 127 | MMp6 { MMp6
[Total Construction Cost 195 1198 1,393
Design Fee NA| 6.0% 84 84
SIOH NA| 6.0% 84 84
Total Project Cost 195 1366 $1,561
( e MEp##Ht 1996 Means Electrical Cost Data, page ###.

MMp### 1996 Means Mechanical Cost Data, page ##:.

Hs24-¢
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APPENDIX A
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cwp AcT1
owp aAcT1
o acm
oL acr1
ovrL, acr1
cz/
. oL
cz/ -3
oML o
cr/ oL
%3
cr/ . oL
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7 oL
owL
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EE A APPF.NDIX A ‘
Ancarmc'mmx. AND ENGINEERING DESIGN nxqummnrs

( GASES )
- .Fi "
MV-Med Vac u—m Adr: no-uf.:ou. Ox!.d.

o -4 1 '7.'. 68F e+ 25% -:--"-..

- 26c 20¢
1MA 3 0 4 2 JeF TOF ee 25\ sea asa
26c 21c
1MA 3 (] 4 2 T8 68F #ee 258 ses  aas
26c 20
A 3., - 4
tuv 2MA 3 0 6 2 78F 707 =e» 258 90y see
24c 20C R ’
' ) i
3 OIMA  1NO s ¢ 15 S 68-76F  S0-60 25% 90% 8 i
’ 20-24c 21
( M A 280 2MX - S,7 e+ 15 S 68-76F  SO0-60 25% 99.97% 8
W IMA  INI 10 - 10 2.5 15¢ — see 258 908 YBS 17
S RTINS
i
- . . Coae R . .- AN P LT e e ) i
: @A 290 2m1 e .8, «@ 5) es-76p so-so 25. s0v s ki
’ o o 20-24¢ , 2 !
- - _ o " ee 15 5 68767  50-60 25% 99.97% 8 _
20-24c ' o 21 '
s . ‘ v -
¢ 6 1.5 I5F -~ eee 254 90\ see .
24¢ -
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- based on MIL-STD 282.

i directly to the outside. R

;%Q;air requirements would apply.
" of the air may be recirculated or (2) the air volume may be reduced to 3

MIL-HEDBK-1191
C APPENDIX A .
. -" ARCHITECTURAL . AND ENGINEERING DESIGN REQUIREMENTS

in a space as part of the designed conditions. The humidity may vary
from 30 percent to 60 percent except where other design values are given
or where there is no requirement for humidity control. Specific summer
RH control is not required except for those areas provided under
specific notes. Winter RH control is not required except as provided

under notes.

Filtration. Up to three filter types may be required. The Orthopedic
Operating Room requires a 25 percent prefilter, a 90 percent

..intermediate filter, and a 99.97 percent final filter. The values for
“the first two filters (see Appendix A) are by the atmospheric dust spot

efficiency test. The atmospheric dust spot efficiencies are the minimum
average and are based on ASHRAE Standard 52-76. The third .filter where
required is a HEPA filter which uses the DOP (Dy-Octyl Phthalate, or °-
bis(2-ethylhexyl phthalate) test method. The DOP test efficiency is

All filters should be installed to prevent

leakage between the filter segments and between the filter and its
supporting frame. )
Exhaust Outside. This column lists

areas that require 100% exhaust

Alr aupﬁly shall be 15 air changes per hour unless a higher rate is

" required to meet cooling requirement and may be totally exhausted when .

the room is in use. The option as whether to utilize recirculated air

during an operation is left to the discretion of the individual Military
Departments. Should recirculated air be utilized the minimum outside ‘
During period of non-use, either (1) 75%

air changes per hour, while maintaining the required air balance. All

‘gystems shall, if cost effective, use exhaust air energy recovery to

precondition the incoming outside air.

Room exhaust directly over patient stations.

For negative isolation, room shall be negaéiva'to anteroom and positive
to toilet. For positive isolation, room shall be positive to both

anteroom and toilet. Anteroom shall be negative to corridor at all
times. For isolation room used for patients with a high susceptability

to infection from leukemia, burns, bone marrow transplant, organ
transplant, or Acquired Immunodeficiency Syndrome, HEPA should be used -

on air supply system.

Exhaust all to outside applicable to process only.

LI}




LIFE CYCLE COST ANALYSIS SUMMARY STUDY-: HS24
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON 'REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO-HS24  SURGICAL SUITE SUPPLY AIR RESET
FISCAL YEAR 1996 DISCRETE PORTION NAME: N/A

_ANALYSIS DATE 06 30 96 ECONOMIC LIFE 20 YEARS PREPARED BY: W TODD

2.

.fTNVESTMENT
+SIOH™

Q’T'll"'lcﬁéw_._i?'.-“:

CONSTRUCTION;COST - j

DESTGN CosT - :
TOTAL COST (1A+1B+I1C) § = 1568. : .
SALVAGE VALUE OF EXISTING EQUIPMENT § 0. .

PUBLIC UTILITY COMPANY REBATE $ 0.
TOTAL INVESTMENT (1D - 1E - 1F) $ 1568.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

(=) NS s B

UNIT COST  SAVINGS ANNUAL $ DISCOUNT ~ DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 738. $  5624. 13.68 §  76930.
B. DIST § .00 0. $ 0. 14.64. $ 0.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NATG § 2.70 1984. $  5357. 17.25 §  92405.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38  § 0.
N. TOTAL 2722. $ 10980. $ 169335,
. NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90 .
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-) 0C FACTR SAVINGS (+)/

(1) ‘(2) (3) COST(-)(4)

d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+38d4)$ 0.

. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$ 10980.

SIMPLE PAYBACK PERIOD (1G/4) | .14 YEARS
. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 169335.
. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 107.99

(IF < 1 PROJECT DOES NOT QUALIFY)

. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 32.19 %

{fSzd-1o
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- EISENHOWER ARMY MEDICAL CENTER
AUGUSTA, GA
SAVANNAH DISTRICT CORPS OF ENGINEERS

SR o stz TReedd Surgloal Qute

Cooling toad Methodology:

Time/Date Program was Run:
Dataset Name:

22:21:39
SSFSCH .TM

Weather File Code: AUGUSTA %U"OM A'Vf/'
Location:
Latitude: 33.0 (deg) .
tongi tude: 82.0 (deg) Z eR SA..J(,,J@Q
| Time Zone: 5 ____’:,___ﬂ-——-'—‘—\
. Elevation: 143 (ft) ’ )
G i i, Barametric Pressure: 2.8 dn b ol o (lank) - WNGAS (-l'aa«'ms
Sumer Clearness Number: 0.90 —’"':—__—-_-—- L
Winter Clearness Number: 0.90 Y g e 22 deo
Summer Design Ory Bulb: 95 (F) 22\ l 1 qgl e {
Summer Design Wet Bulb: 76 (F)
Winter Design Dry Bulb: 23 (F) . Z ‘ )9021 632 G02’l 620
Summer Ground Relectance: 0.20 e ———
i+ Minter Ground Re}_ectgnce:» ©o 0,20 T b Z‘Q{Z?g - '9‘ 8'40 e T !
Air Density: 0.0756 (Lbm/cuft) R l
.o Air Specific Heat: 0.2444 (Btu/lbavF) ' 753 Mem '984 MBTK
- . Density-sSpecific Heat Prod: 1.1094 (Btu-min./hr/cuft/F) e ——— e
Latent Heat Factor: - 4,883.6 (Btu-min./hr/cuft) ——
Enthalpy Factor: 4.5387 (Lb-min./hr/cuft)
. ’ :
Design Simulation Period: July To July
System Simulation Period: January To December

" CEC-DOE2/Exact TFM method with CEC\DOE 2.1c constraints

6/26/96
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Month

Jan
Feb
March
April
May
June
July
Aug
Sept
Oct
Nov
Dec
Total

Building Energy Consumption
Source Energy Consumption

ELEC
On Peak
(kwh)

1,534,644
1,361,771
1,671,263
1,786,361
1,956,230
2,152,261
2,256,475
2,238,842
2,009,003
1,724,218
1,614,096
1,597,469
21,902,632

DEMAND
Oon Peak
(kW)

2,727
2,72
2,818
2,967
3,359
3,629
3,624
3,649
3,491
2,895
2,851
2,755
3,649

GAS
On Peak
(Therm)

73,603
69,495
58,066
4,767
40,719
35,426
37,535
37,508
38, 731
50,823
$3,252
62,715

602,620

ENERGY
GAS DMND
WATER On Peak
€1000 Gt) (Thrm/hr)
1,961 188
1,760 188
2,122 183
2,381 164
2,821 157
3,524 152
3,765 154
3,744 155
3,040 157
2,120 169
1,976 179
1,949 186
31,164 188

184,311 (Btu/Sq Ft/Year)

...392,766 (Btu/sq Ft/Year)

He24-12

floor Area =

oL

e

73

2,541 (Sq Ft)
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“By: €.DiS. MARKETING

20 I R4

Trane -Ate Conditfoning Economics

Utility ELECTRIC DEMAND

Peak Value 3,648.6
Yeariy Time of Peak

(kW)
18 (hr)

Hour 18 Month 8

Eqp.
Ref. Equipment
Num. Code Name

Cooling Equipment

1 EQ1001L

2 £Q1001L

4 £Q1307

. S EQ1120L
Sub Total

s

v Heating Equipment
1 €Q2002 GAS FIRED
Sub Total

Air Moving Equipment

SUMMATION

1
2 SUMMAT ION
3 SUMMAT ION
4 SUMMAT ION
5 SUMMAT 1ON
6 SUMMAT ION
7 SUMMATION
8 SUMMAT 10N
9 SUMMATION
10 SUMMAT 10N

Sub Total

Sub Totatl

Miscel laneous

Lights

Base Utilities
Misc Equipment
Sub Totat

Grand Total

8 (mo)

-

Equipmenfibéscription

STEAM BOILER

OF
OF
OFf
OF
OF
OF
OF
OF
OF
OF

FAN
FAN
FAN
FAN
FAN
FAN
FAN
FAN
FAN
FAN

ELECTRICAL
ELECTRICAL

ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL
ELECTRICAL

H24-13

2-STG CENTRIFUGAL CHILLER >550 TONS
2-STG CENTRIFUGAL CHILLER >550 TONS
PACKAGED TERMINAL AIR CONDITIONER
AIR-CLD RECIPROCATING > 22 TONS

DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND
DEMAND

utility
Demand
(kW)

758.0
600.6
26.8
63.5

1,448.9

7102.3

102.1
. 82.8
115.9
21.5
12.8
117.4
1.5
8.4
76.0

640.6

0.0

732.6
0.0
770.6
1,503.1

3,648.6

Percnt
of Yot

(¢

20.77

16.46
0.73
1.74

39.M

1.53

1.53

2.80
2.80
2.27
3.18
0.59
0.35
3.22
0.04
0.23
2.08

17.56

0.00

20.08

0.00
21.12
41.20

100.00
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Weather Name ...ceceeeesccnnecencacaneaa. AUGUSTA

Gross Conditioned Floor Area (sqft)...... 732,541
ACM Multiplier ...ceeeeecnncnennececanna. 1.025
---------------------------------------- ENERGY
ELEC
(kWh/yr)
Primary Heating ) 141,955.8
Primary Cooling -
Compressor ) 2,690,901.3
Tower/Cond Fans 537,923.1
Condenser Pump 1,017,137.0
Other Accessories 815,767.1
Auxiliary
Supply Fans 5,378,677.0
Circulation Pumps ' 676,739.2
Base Utilities 0.0
. Subtotal : : -6,055,416.0
Lighting 5,344,352.5
Receptacle = - - - 5,299,176.5
Domestic Hot Water : 0.0
Cogeneration B 0.0

Total§ 21,902,628.0

OUCTEERCEEEREO S TSP CALIFORNIA TITLE 24 COMPLIANCE REPORT

USE SUMMARY

GAS
(kBtu/yr)

33,323,140.0

0.0
0.0
0.0
0.0

0.0

0.0

0.0

.. -0.0

’ 0.0
0.0
26,938,838.0
0.0

60,261,976.0

WATER
(1000 gal)

376.4

0.0
30,483.0
0.0
0.0

0.0
0.0
0.0

. 0.0
31,163.7

HSzd - 1y

PERCENT
OF TOTAL
ENERGY
%)

25.0

6.8
1.4
2.6
2.1

13.6
1.7
0.0

15.3

13.5

13.4

20.0
0.0

100.0

TOTAL
SOURCE
ENERGY

(kBtu/yr)

36,530,620.0

27,554,892.0
5,508,345.5
10,415,507.0
8,353,474.0

$5,077,780.0
6,929,826.0
0.0

62,007,604.0

54,726,296.0
54,263,692.0
28,356,672.0

. 0.0
287717088.0

ADJUSTED
UNIT SOURCE
ENERGY
(kBtu/yr-sf)

51.1

38.6

7.7
14.6
1.7

7.1
9.7

0.0

- 86.8
7.7
74.1
38.7
0.0
397.9




'Tghcé; 600 input i Le. CZ\COS\JOBS\FTG\SSFSCH. TN

01

Card - Job Information -~ ...

wescccaca coevvsmnvananee

Project: EISENHOWER ARMY MEDICAL CENTER
Location: AUGUSTA, GA
Client: SAVANNAH DISTRICT CORPS OF ENGINEERS

Program User: REY, MITH & HILLS
Comments: [SCHEDULE OR AHU

Card 08-------v-sccocecocacccccnns Climatic I

Weather Clearness Clearness Design

by C.

PR

nformation ------s--s----c-cevccconn
Summer Winter Summer Summer Winter Summer

Design Design Building Ground

Winter
Ground

Code Number Number Ory Bulb Wet Bulb Dry Bulb Orientation Reflect Reflect

AUGUSTA

Card 09---~----occccen- --- Load Simulation Periods ---<---cccccccmcmcccacnnnn
1st Month Last Month Peak 1st Month Last Month 1st Month Last Month
Cooling Cooling Cooling Summer Summer Daylight Daytight
Simulation Simulation Load Hr Period Period Savings Savings
JuL JuL

Card 10------cooaee- Load Simulation Parameters ------==-----c-ceceon-
Cooling Heating Airflow Airflow Room Put Wall

Load Load Ventilation Input Output  Circulation RA Load
Method Method Method Units Units Rate to Room
CEC-DOE2 CEC-DOE2

Card 11----~---- Energy Simulation Parameters -----e~-c-ccccceee

1st Month  Last Month Level Building
Energy Energy of ’ Holiday Calendar Floor
Simulation Simulation Calculation Code Code Area

JAN DEC ZONE 2001

Card 19- Load Alternative -

Number
1

Description
BASELINE

HS2d -5




“ Alternative #i -

R A paR Y

Wall/Glass Parameters <ssc--s-=csceecevcrccccmcomcmmconcocioanccacns
R " Pct Glass i External Internal Percent ; Inside

Room Wall Glass Glass or No. of Glass Shading Shading - Shading Solar to Visible - - Visible - -

Number Number Length Width  Windows  U-Value Coefficient Type: - Type Ret. Aic- Transmittance Reflectance

10 1.04 0.9 3 3

20 1.04 1. 3

~
oy
o

—eed ad wh od e d o wd b wh ed b b b b b wmd ad

Card 26-=-==-=ccscccescnocaneno o c e acaae Schedules =-----cesoccccccoconomcennm oot
Room X TReheat Cooling Heating Auxiliary Room Daylighting
Number People Lights Ventilation Infiltration {Minimum} Fans Fan Fan Exhaust Controls
M100 A-PBHPD  A-L8HPD  AVAIL OFF AVAIL AVAIL AVAIL AVAIL

160 AVAIL AVAIL e L

[

170 AVAIL - AVAIL - o+ -
180  AVAIL  AVAIL
190  NONE NONE NONE NONE NONE - NONE
M210  AVAIL  AVAIL  AVAIL AVAIL AVAIL AVAIL  AVAIL AVAIL
260 NONE NONE NONE NONE . NONE NONE
N300  A-PBHPD A-LBHPD  AVAIL AVAIL AVAIL . AVAIL AVAIL
302 A-MODSKF A-MODSKF
| A-PBHPD  A-LBHPD “{ a-orscH | -
332| A-PBHPD  A-L8HPD A-ORSCH
33| A-P8HPD  A-L8HPD A-ORSCH U :
35 NONE . NONE " NONE NONE ~——J NoNE " MONE ’
MS10  AVAIL  AVAIL  AVAIL OFF AVAIL  AVAIL . AVAIL
M610  A-PBHPD  A-LBHPD  AVAIL AVAIL AVAIL  AVAIL AVAIL
800  NONE NONE NONE NONE NONE NONE

810 NONE NONE NONE NONE NONE NONE

! : SCHéDa_LéS FANS WMINIMUMS

OR;»qu&}

HSzd-16




sa0

Alternative #1 Page #13

-Group 1- -Gr 2- -Gr 3- -Group 4- -Group 5- -Group 6- -Group 7- -Group 8- -Group 9-
i g Begin End Begin End  Begin End Begin End

Seq Switch Demand
Order over Hot  Misc. Limit
Number Control Strg Acc. Cogen Number

ion

Load
Assignment Loads To
Reference Heating Ref Begin End Begin End Begin End Begin End Begin End
1 1 1 11
Card 67------cceccmoccnccccncccmcccrncncccccenn Heating Equipment Parameters ---
Heat Equip Number HW Pmp Energy
Ref Code of Full td Cap'y Rate
Number Name Units Value Units value Units Value Units
1 £Q2002 1 40 HP 15000 MBH 80.0 PCTEFF
2 £Q2002 1 40 He 15000 MsH 80.0 PCTEFF
3 €Q2002 1 40 HP 15000 MBH 80.0 PCTEFF
Card 69--=-=~-=c-cccccccncccan Fan Equipment Parameters -----svessemeeccccaccccaanas
System
Set Cooling Heating Return Exhaust Auxiliary Room Optional
Number Fan Fan Fan Fan Supply Exhaust Ventilat
1 EQ4001 EQ4004 SAMPLE-F
2 £Q4001 EQ4004 SAMPLE-F
3 £Q4001 SAMPLE-F
4 £Q4001 EQ4004 SAMPLE-F
S EQ400 SAMPLE-F
SAMPLE-F
7 £04001 EQ4004 SAMPLE-F
8 EQ4001 SAMPLE-F
.. EQ4001 . Of{ -F SAMPLE-F
0 - .- EQ4001. T [« 5PN © SAMPLE-F
1 £Q4000 Vsb ot €Q4000
Card 70----=c-cececccccocn- fan Equipment KW Overrides ------<s--cccecvceccaca-
----- MAIN SYSTEM----- -~OTHER SYSTEM-- ~----DEMAND LIMIT PRIORITY---
System Cool Heat Ret Exh Aux Room Opt Room Opt
Set Fan Ffan Fan Ffan Sup Exh Vent Cool Heat Aux Exh Vent
Number KW KW KW KW KW K KW Fan Fan Fan Ffan Fan
1 - 80 25 )
2 80 25
3 80
4 100 13
S 17
6 33
7 100 13
8
9
10 16 60
1

KSZ24-17




TRACE 600 input file C:\CDS\JOBS\FTG\SSFSCH.TM by C.D.S. MARKETING

Utility Description Reference Table

Schedules: T ' . ) R
A-L8BHPD LIGHTS 8HR/DA . o
A-MODSKF KIT FAN MOD_SCH

i
-P8HPD PEOPLE 8HR/DA
AVAIL AVAILABLE (100%)
BLGBASE2 HOSPITAL BLG TEMPLATE HOT WATER SCHEDULE
CL_76 COOLING TSTAT - CONST 76F
HOTRLGT HOTEL ROOMS LIGHTS
HT_75 HEATING TSTAT - CONST 75F
NONE ANY PROJECT
OFF ALWAYS OFF
System: . o .. C e
FC FAN COIL s . T
FPVAV FAN POWERED VAV
PTAC PACKAGED TERMINAL AIR COND.
UV UNIT VENTILATOR
VRH VARIABLE VOLUME REHEAT
Equipment:
Cooling:
EQ1001L 2-STG CENTRIFUGAL CHILLER >550 TONS
EQ1120L AIR-CLD RECIPROCATING > 22 TONS
€Q1307 PACKAGED TERMINAL AIR CONDITIONER
THRMCHHE TRANE DIRECT FIRED ABSORBER, 1.07 CoOP
Heating:
EQ2002 GAS FIRED STEAM BOILER
Fan:

EQ4000 PREVENTS CONSUMPTION OF FAN ENERGY o
EQ4001 AIR FOIL CENTRIFUGAL - CONSTANT VOLUME -
EQ4004 AXIAL FLOW - CONSTANT VOLUME (MODEL Q)
EQ4280 AIR FOIL FAN W\VARIABLE SPEED DRIVE
SAMPLE-F SAMPLE GENERIC FAN

Tower:
EQ5100 COOLING TOWER FANS

Misc:
EQ5003 CHILLED WATER PUMP-VAV(SAME AS EQS007)

HSZ4 - 18




NG

T

s lemml
Project:{ .

Location: EISENHOWER AM
Client:
Program User:

Comments:

TRACE 600 input file C:\CDS\JOBS\FTG\SSFSCH.TH by C.D.S. MARKETING

Starting Month: JAN Ending Month: DEC
Starting Day Type: OSGN Ending Day Type: WKDY

Hour Util Percent

0 40

6 100
17 40
24

Starting Month: JAN Endiné Month: DEC
Starting Day Type: SAT Ending Day Type: SUN

Hour Util Percent

0 40
24

HS24-19




SUBJECT AEP NO

& 1 2 [ N SHEET 4 JOF
R DESIGNER / U bt oare 3 U ( 96
‘ CHECKER DATE

Geo #1727  Reduee Lighdus Leods
Dby Nlliong Light Fibures (204 2]

fren % lree % rze 4
A& - LA - o 24 - o0
I3 - 29 2R - 7 R - o
e - 25 2¢- o 3¢ T 7
o> - 32 2D - 32 3D - 20
[E- 15 26 - 19 3 - &
[F - 1y 2 F- 23 3c - 19
6-- |4 26~ 22 36 —~ 23
- 22 2 (t- (2 3H -
(3T - 2( 2r- I3 31 - o)
[ [K- 2o 25- 35 - o
L - 27 K- i Ak ~ 2?
2%o0 L~ 23 3L - K

2 M- 12 3w~ o
24- " 2d - o

20- 237 s 0O - 2
20" 21 3P - U5
2Q- 18 129

2R- 22
261

ya - 15 54 (b G4 7-13A 25

ya - ¢ 58 - 33 A 1-12 3 qz
4c - 15 s¢~ b e 7-13¢ 24

3 1 21

® ToAL = 230+ 281+ 1294344 6T+ 91 %8 = 4069 fextewas
L ==
| Z nen AMC«\Y asdumny ol are Téls \/ZL"NL)(S&O?;ZU)
(469 ¥ 26w £ 8Teo = 334,5T%kwh = ((4ZMBTK /4y
m——————— e

(oo
L1272 -1




SUBJECT AEP NO

RSH - "

CHECKER DATE

Yelowfrny  Libeary (otE FLe)

\z Yo Fleoveoceds

Corerent Ul losol readey ravge fgrom (@10 (o

TZaMwwl; 2 lonecys Ord? Aeacovpetiny one ballast
porsn  half the f,,;?f’we oty

Qusteme —Mtg w0 o wmverted to TB: (58w - 320)

Sww«ja = waa-lz‘- 4 %24 Sdn xS2ubi tobe
.Q,Y—(»ow.c Wk Yv do

S ——
(ooo

v 2829 kwh T (0 Wt

av &
Swv‘k’aw M Proce ee Wolic.al Recorde aves
ﬂgh iz AOWL
gllleA%d = 1b w e 24 ¥ S S22 10 = (blzkﬁL
£yt —_— v
O
= b M/

Totl C\J.QMM% Aa.od«g/: ([dz+ 10+ 1R W%ﬁﬂ/ .
Yok {oﬂ-wm = 469+t 2d= 1535 = v

TZ -2




FTGORDON Lumen Method

Reynolds, Smith & Hills, Inc.
4651 Salisbury Road
Jacksonville, FL 32256

ExistidG Goooitons

HktLwiy

IR

Lumen Method Computation
Generated by LitePro V2.27E

Provided and supported by USI Lighting, Inc.

Filename: FTGORDON

Type: Indoor

Project name: EAMC Energy Audit
Prepared for: Savannah District
Prepared by: Paul Hutchins

COE

Project #
Date: 11-Mar-96

Area Name : HALLWAY No. Identical Areas = 1
Description: TYPICAL HALLWAY
DIMENSIONS: (Ft) REFLECTANCES: (Dec. %)
Width (E-W) : 8.00 Ceiling : 0.80
Length (N-S) 56.00 North Wall 0.50
Ceiling Height 9.00 East Wall 0.50
Mounting Height 9.00 South Wall 0.50
Workplane Height : 2.50 West Wall : 0.50
Total Area : 448.00 Floor Cavity: 0.50
RCR (Room Ratio) : 4.64

ENVIRONMENTAL CONDITION: Very Clean

# OBSTRUCTIONS: 0

Type F2 : TEST #K10193, COLUMBIA, 2J240-HP, PATTERN-LITE
2'X4' 2L STATIC GRID TROFFER, HOLOPHANE #8224 LESS OVERLAY

LAMPS: ( 2) F40CW, Lumens= 3050

BALLAST: ESB, WATTS= 90

COEFFICIENT OF UTILIZATION: 55.6%
FACTORS: ........ PLACEMENT: & ..eevenennen.
Luminaire Dirt 0.87 Total Number 7
Lamp Lumen Loss : 0.88 Pattern : 0.0X 8.0
Ballast : 0.95 # Columns/Rows : 1/7
Lamp/ballast 1.00 Start Column (X) : 4.00
Misc 1.00 Start Row () : 4.00
>> Total LLF 0.73
PERFORMANCE: ........
Ave. Footcandles : 38.51
Watts/Sq. Foot : 1.41

Yoo de de ke ko

Uses IES procedures for Lumen Method. USI is not responsible for Tight output
of lamp/ballast, non-USI products, or design variables not shown.

LT2
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FTGORDON Lumen Method
Reynolds, Smith & Hills, Inc.

4651 Salisbury Road
PrOPOLELD DELAMYS Jacksonville, FL 32256
TO eoN6e LAM?Y

PER FIXTURE Lumen Method Computation
————— Generated by LitePro V2.27E
Provided and supported by USI Lighting, Inc.
Filename: FTGORDON Type: Indoor

Project name: EAMC Energy Audit Project #
Prepared for: Savannah District COE Date: 11-Mar-96
Prepared by: Paul Hutchins

Area Name : HALLWAY No. Identical Areas = 1
Description: TYPICAL HALLWAY

DIMENSIONS: (Ft) REFLECTANCES: (Dec. %)
Width (E-W) : 8.00 Ceiling : 0.80
Length (N-S) : 56.00 North Wall : 0.50
Ceiling Height : 9.00 East Wall : 0.50
Mounting Height 9.00 South Wall : 0.50
Workplane Height : 2.50 West Wall 0.50
Total Area ¢ 448.00 Floor Cavity: 0.50
RCR (Room Ratio) : 4.64

ENVIRONMENTAL CONDITION: Very Clean # OBSTRUCTIONS: O

Type F3 : TEST #10083, COLUMBIA, 5PA4*-52-141, 5PA
1X4 1L FLUSH AIRHANDLE TROFFER, LENS- .110" THK PRISMATIC Al2
LAMPS: ( 1) F40WW, Lumens= 3050
BALLAST: ESB, WATTS= 45
COEFFICIENT OF UTILIZATION: 47.3%

FACTORS:  ........ PLACEMENT: D eeeceseseanes
Luminaire Dirt 0.87 Total Number : 7
Lamp Lumen Loss : 0.88 Pattern : 0.0X 8.0
Ballast : 0.95 # Columns/Rows : 1/7
Lamp/ballast 1.00 Start Column (X) : 4.00
Misc 1.00 Start Row (Y) : 4.00
>> Total LLF 0.73
PERFORMANCE: ........
Ave. Footcandles : 16.38

Watts/Sq. Foot : 0.70

e de Je Je Je de

Uses IES procedures for Lumen Method. USI is not responsible for light output
of lamp/ballast, non-USI products, or design variables not shown.

LT2 -4




CONSTRUCTION COST ESTIMATE

Project: ECO # LT2-1 Reduce Lighting Levels (Delamp Fixtures) RS&H No.: 694-1331-005

Location: Fort Gordon, GA Date: 3/12/96

Basis: Schematic Design Estimator: P. HUTCHINS

Building: Eisenhower Army Medical Center Filename: EST_LT2.XLS

QUANTITY MATERIAL/EQUIP LABOR TOTAL SOURCE

ITEM DESCRIPTION No. Unit |$/Unit Total $/Unit  |Total COST Material Labor
Delamp Fixture 1535| ea $3.91 $6,002 $6,002 MEp15
Subtotal Bare Costs $0 $6,002 $6,002

Retrofit Cost Factors 0% $0 0% $0 $0 MMp6 MMp6
Subtotal $0 $6,002 $6,002

City Cost index (Aug. GA) 0% $0| 46% ($2,761) ($2,761)] MMp533 | MMp533
Subtotal $0 $3,241 $3,241

OH & Profit Markups 10% $0{ 53% $1,718 $1.718 | MMp7 MMp475
Subtotal $0 $4 959 $4,859

Sales Taxes 6.0% $0 NA $0 | MMp476
Subtotal $0 $4.959 $4,959

Contingency 10% $0 10% $496 $496 MEp6 MEp6
Subtotal construction Cost $0 $5,455 $5,455

Design Fee NA 6.0% $298 $298

SIOH NA 6.0% $298 $298

Total Project Cost $0 $6,051 $6,051

LEGEND:
MMp##
MEp###
Gphitht
Dpiit#t

1996 Means Mechanical Cost Data, page ###.

1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###

LT1-5




LIFE CYCLE COST ANALYSIS SUMMARY STUDY: LT2
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3
. PROJECT NO. & TITLE: ECO-LT2 REDUCE LIGHTING LEVELS
FISCAL YEAR 1996 DISCRETE PORTION NAME: N/A
ANALYSIS DATE: 03-12-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD

1. INVESTMENT

A. CONSTRUCTION COST $ 5500.

B. SIOH $ 330.

C. DESIGN COST $ 330.

D. TOTAL COST (1A+1B+1C) $ 6160.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) S 6160.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED

FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)

A. ELECT $ 7.62 1158. $ 8824. 13.68 $ 120712.
B. DIST $ .00 0. $ 0. 14.64 $ 0.
C. RESID $ .00 o. S 0. 16.00 $ 0.
D. NAT G § 2.70 0. $ 0. 17.25 $ 0.
E. COAL $ .00 0. $ 0. 15.38 $ 0.
M. DEMAND SAVINGS $ 0. 15.38 $ 0.
N. TOTAL 1158. $ 8824. $ 120712.

. 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED
ITEM COST(-) OC  FACTR SAVINGS(+)/
(1) (2) (3) COST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/(YRS ECONOMIC LIFE))$ 8824.
5. SIMPLE PAYBACK PERIOD (1G/4) .70 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $  120712.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 19.60

(IF < 1 PROJECT DOES NOT QUALIFY)
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‘ FT. GORDON EISENHOWER ARMY MEDICAL CENTER

SURVEY OF INCANDESCENT LAMPS FOR .
REPLACEMENT WITH FLUORESCENT LAMPS :

[ e il o] oM o Lo .‘ﬁoou,y ey ROOM —~ T
- REST ROOM . " [6836|____SHOWER —1_| - | TA-36 | PATIENT BED ROOM |
. - RESTROOM -} - 68560 v% : 1 o FTAST | LRUR & SHOWER -
—RESTROOM 1 1 {6861 | "~ REST RC ] »[-7A-38 | PATIENT BED ROOM
RESTROOM | 3 g 6854 REST ~|[7A40] " RiR & 8HOWI
RESTROOM . | 3 PATIENT BED ROOM | 2 6B-55]  RES] - [ 7A-41]| CLEAN LINEN ROOM
REST ROOM PATIENT BED ROOM| 2 66-61 | R/R AND SHOWER | - 7A-50 | NURSE'S LOUNGE
I PATIENT BEDROOM| 2 68-62 | CLEAN LINEN ROOM | [76-0) [ PATIENT BED ROOM
28-32 REST ROOM PATIENT BED ROOM 2 68-63 | PATIENT BED ROOM 2 18-02 REST ROOM
* [2C18]___RESTROGOM REST ROOM 1 66-64 REST ROOM . | 7804 PATIENT BED ROOM
2C19| JANITOR ROOM REST ROOM 6C-01 | PATIENT BEDROOM| 2 76:05]  REST ROOM
2C-20] REST ROOM PATIENT BED ROOM | 2 6C02| __ REST ROOM - 7807] _REST ROOM
2C21| ___RESTROOM REST ROOM 1 6C-03 | PATIENT BED ROOM | 3 [ 76-08|  REST ROOM
2005]  REST ROOM REST ROOM 6C04| _RESTROOM  78-09 | PATIENT BED ROOM | 2
[20:06| ___REST ROOM REST ROOM 6C-05 | PATIENT BED ROOM| 2 78-10]  REST ROOM 1
2F-37 REST ROOM PATIENT BED ROOM 2 6C-06 REST ROOM 1 78-12 JANITOR ROOM 1
2G-11 REST ROOM 5C02|  REST ROOM 6C-07 | PATIENT BEDROOM | 2 76-13]  REST ROOM i
21-05 REST ROOM 5C-03 | PATIENT BEDROOM | - 6C08|  REST ROOM 1 78-25]  REST ROOM 1
215 REST ROOM 5C04]  REST ROOM 6C-00 | PATIENT BED ROOM| 2 7826|  RESTROOM 1
2-16 REST ROOM 1 5C-05 | PATIENT BED ROOM 2 6C-10 | R/R AND SHOWER 2 78-33 | HOUSE KEEPER RM 1
2J-03 REST ROOM 5C-06 REST ROOM 1 6C-11 SHOWER ROOM 2 78-34 R/R & SHOWER 2
2004 REST ROOM 5C07 | PATIENT BED ROOM | 2 6C-12 | PATIENT BED ROOM| 3 7835 | PATIENT BED ROOM| 3
2K-09 R/R & SHOWER 2 5C-12 REST ROOM 6C-13 | R/R AND SHOWER 2 78-36 { PATIENT BED ROOM 2
2K-11]__RIR & SHOWER p 5C-13 | PATIENT BED ROOM | 3 6C-14 | CONFERENCE ROOM| 2 78-37] R/R & SHOWER 2
2L07] _ RESTROOM 1 5C-15] PATIENT BEDROOM| 2 6C-15| _ REST ROOM 76-38 | PATIENT BEDROOM| 2
[2M-02 REST ROOM 5C-16 REST ROOM 1 6C-16 | PATIENT BED ROOM 2 78-39 REST ROOM
2Q-06 REST ROOM 5C-18 REST ROOM 6C-17 REST ROOM 78-41 REST ROOM 1
2Q-07 REST ROOM 1 5C-20 REST ROOM 6C-20 SUPPLY ROOM 1 78-48 | PATIENT BED ROOM 2
20-38[  REST ROOM 1 5C-22|  REST ROOM 6C-30| RIRAND SHOWER | 2 7849]  REST ROOM
2R22| _ RESTROOM 1 5C-23 | PATIENT BEDROOM| 2 6C-31 | PATIENT BED ROOM|__2 78-50 | PATIENT BED ROOM | 2
5C24| _ REST ROOM 1 6C-33| RIRAND SHOWER | (785 REST ROOM 1
3F-12] _ REST ROOM 5C-25 | PATIENT BEDROOM| 2 6C-35 | SHOWER ROOM p [ 76-52 | PATIENT BED ROOM| 2
3F-13]___RESTROOM 5C26]  REST ROOM 6C-36|  REST ROOM p 76-53 REST ROOM
3604 _ JANITOR ROOM 5C-27 | PATIENT BED ROOM | 3 6C-37 | PATIENT BED ROOM| 2 7C-01] PATIENT BED ROOM| -
3G-05 REST ROOM 5C-28 REST ROOM 1 5C-40 SHOWER ROOM 2 7C-02 REST ROOM
3i-10 SHOWER ROOM 5C-41{ R/R AND SHOWER 2 7C-03 | PATIENT BED ROOM 2
3K-06 REST ROOM )A-01 | PATIENT BED ROOM 2 6C-42 | PATIENT BED ROOM p 7C-04 R/R & SHOWER 2
K28 | REST ROOM [6A02]REST ROOM 6C44| _JANITOR ROOM 7C-06 | PATIENT BEDO ROOM| 2
[3K30| _ RESTROOM E 6A-03 | PATIENT BEDROOM | 6C45| _ SUPPLY ROOM 7C-08| SHOWER ROOM :
3K-38]  REST ROOM SA04 | R/R AND SHOWER | 3 6C48 | PATIENT BED ROOM| 3 7C09| PATIENT BED ROOM|___
3L-07 JANITOR ROOM . L6A-05] SHOWER ROOM p 6C-49 | R/R AND SHOWER P 7C-10 R/R & SHOWER 2
A-06 | PATIENT BED ROOM 4 6C-50 | PATIENT BED ROOM y IC- SHOWER ROOM 2
A-07 REST ROOM 6C- REST ROOM 7C-12| PATIENT BED ROOM p.
4C-18 | CONFERENCE ROOM| 40 A08| _ REST ROOM 6C-52 | PATIENT BED ROOM | __2 7C13| R/R & SHOWER p
A09 | PATIENT BEDROOM | 2 6C-5 REST ROOM 7C-14] _SHOWER ROOM :
5A03|  RESTROOM A-10 | PATIENT BED ROOM | 2 7C-15 | PATIENT BED ROOM| -
5A04]  REST ROOM SA11] REST ROOM 7A-01 | CONFERENCE ROOM] __2 7C16| R/R 8 SHOWER p
5A-16] _ REST ROOM SA-12 | PATIENT BED ROOM | 2 7A02 | PATIENT BED ROOM | 2 7C-18| PATIENT BED ROOM| -
5A-17| __ REST ROOM 5A-13| R/R AND SHOWER | 2 7A03 | R/R & SHOWER p 7C1 REST ROOM
5A-20 | _SHOWER ROOM p A-15 | PATIENT BEDROOM | 2 7A-04 | PATIENT BED ROOM| 2 7C-2C REST ROOM
A-21|  SHOWER ROOM p A16 | R/R AND SHOWER | 2 7AD5|  R/R & SHOWER 2| -{7C-21| PATIENT BED ROOM| 2
A22 | _SHOWER ROOM p A-19 |_RIR AND SHOWER | 2 7A07 | PATIENT BEO ROOM| 32 7C-22 REST ROOM
A-24 REST ROOM A-20 | PATIENT BEDROOM |2 7A08] R & SHOWER p JC23| _ RESTROOM
A25 REST ROOM [6A-22] _ REST ROOM 7A09 | SHOWER ROOM p 7C-25 | PATIENT BED ROOM| 3
5A-26 | REST ROOM A23|  REST ROOM 7A-11 | RIR & SHOWER 7C-26| R/R & SHOWER p
5A-30 JANITOR ROOM 3A-24 | PATIENT BED ROOM 2 TA-12 SHOWER ROOM 7C-27 | PATIENT BED ROOM 4
5A-33 REST ROOM 1 3A-25 REST ROOM 7A-13 | PATIENT BED ROOM 2 | 7C-28 R/R & SHOWER 3
[SA34| _ REST ROOM A-26 | PATIENT BED ROOM| 7A14| R/ & SHOWER p 7C-23| LINEN CLOSET
5802 _ REST ROOM 5A-34 | SHOWER ROOM p 7A-16 | PATIENT BED ROOM] 7C-30| PATIENT BED ROOM| 3
5807 REST ROOM [6A41 [ JANITOR ROOM JA7| __ REST ROOM 7C- RR & SHOWER :
[68-10] _ REST ROOM 6A48 KITCHEN 7A18 | PATIENT BED ROOM| 3 C-32] SHOWER ROOM p
'58-11 | PATIENT BED ROOM | 2 6B-01 | PATIENT BED ROOM | _ 2 JA19]  REST ROOM 7C-33 | PATIENT BED ROOM|___
5812 REST ROOM 6802 | RIR AND SHOWER | - 7A-21 | PATIENT BED ROOM| 3 7C-34] R/R & SHOWER p
5813 REST ROOM 6B-03 REST ROOM A2 REST ROOM 7C-35) SHOWER ROOM p
58-14 | PATIENT BED ROOM 2 68-14 | PATIENT BED ROOM Y 7A-23 REST ROOM 7C-36 | PATIENT BED ROOM 2
58-15 | PATIENT BED ROOM 2 68- REST ROOM 7A-24 | PATIENT BED ROOM 2 7C-37 R/R & SHOWER p
[58-16]  REST ROOM 6B-16 | MICROSCOPE ROOM| 2 7A-29| SHOWER ROOM p 7C40| RI/R & SHOWER y
58-17| COMPUTERROOM | 2 68- REST ROOM [ 7A-30 | PATIENT BEDROOM |3 7C49| NURSES LOUNGE
8818]  REST ROOM 1 66-18 | PATIENT BED ROOM | 2 7A-31] RIR & SHOWER 2 [7C-50] _ RESTROOM
58-30 SHOWER ROOM 2 68-18 REST ROOM 1 1A-32 SHOWER ROOM 2
58-33 | SHOWER ROOM p 68-31] _ REST ROOM 2 7A-33 | PATIENT BED ROOM | __2 3A03 | R/R & SHOWER 2
| 5B-34 SHOWER ROOM . 68-31 SHOWER 1 7A-34 R/R & SHOWER 2 A-05 R/IR 8 SHOWER 2
58-37 | __SHOWER ROOM 2 68-36 | RIKAND SHOWER | 2 7A-35 | SHOWER ROOM 2 8A08 | RIR & SHOWER 2
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# | ' DESCRIPTION | LAMPS * DESCRIPTION | LAMPS # DESCRIPTION * | LAMPS 4 DESCRIPTION | LAMPS
8A09| SHOWER ROOM p EL%7) REST ROOM 0A-12] _SHOWER ROOM 2 A-33| PATIENT BED ROOM | 2
[ 8A-11 | . R/R & SHOWER p A-23| - REST ROOM 0A-14] . RIR & SHOWER 2 [11A-34] _ R/R & SHOWER p
8A:12 | SHOWER ROOM. 2 A-24 | PATIENT BED ROOM| 2 ‘J10A-17]  REST ROOM_ A-35]” SHOWERROOM |- .2:
FBA-T4 | . RAH&SHOWER |- 2 A-29 | SHOWER ROOM > |3 “§10A19} ~ RESTROOM -] _1* A-38
 BA- _ RESTROOM . | _— $A-30 | PATIENT BED ROOM| - [10A-22] -~ REST ROOM
o RESTROOM - | 1- -} J SA31. _gﬁﬁowen IS A-23| -~ RESTROOM .
[8A-22 "RESTROOM.-~} -~ 1 =} 321 WERROOM - |~ 2 -] [10A-26]  SHOWER ROOM T
18A-23| ~ RESTROOM |« 1° 1, |9A33 | PATIENT.BEDROOM| 3 A-31] _ R/R & SHOWER
8A-29 | SHOWER ROOM 2 BA-34 | R/IR & SHOWER p 10A-32] SHOWER ROOM p ASD p
- [8A31| RIR& SHOWER : | BA-35]_SHOWER ROOM p 0A-34] RIR & SHOWER p 3-01| PATIENT BED ROOM | 2
3A-32 | SHOWER ROOM p A-36 | PATIENT BED ROOM | - 0A-35] _SHOWER ROOM p 302] _REST ROOM
3A-34 | R/R & SHOWER p A-37 | _RIR & SHOWER F 0A-37] _R/R & SHOWER p 3.03|__JANITOR ROOM
3A-35 | SHOWER ROOM p JA-39 | PATIENT BED ROOM | 2 0A-40] _ R/R & SHOWER p 3-04| PATIENT BED ROOM | 2
A-37 | R/R & SHOWER p A-40 | RIR & SHOWER p 0A-41| CLEAN LINEN ROOM 805  REST ROOM 1
A-40 | R/R & SHOWER 2| [8A41| CLEANUNEN ROOM |- 0A-50] NURSE'S LOUNGE | 2 BO7| _ REST ROOM
JA41 | LINEN CLOSET A-50 | R_NURSE'S LAUNG | 3 08-02]___ REST ROOM B8] _REST ROOM
A-50 | _NURSES LOUNGE | 2 SB-01 | PATIENT BED ROOM | 2 10B-03| __ JANITOR ROOM 1 3-05| PATIENT BEOROOM | 2
86-02 REST ROOM 86-02] _ REST ROOM 1 [108-05]  REST ROOM 1 1B-10] ___REST ROOM 1
8803 | JANITOR ROOM 1 9B-04 | PATIENT BEDROOM | 2 10807] __ REST ROOM 1 18-12[ JANITOR ROOM
8605 REST ROOM 1 8805 REST ROOM 10B-08]  REST ROOM 1 T1B-13[  REST ROOM
8B-07 REST ROOM 9807 REST ROOM [10B-10] ___REST ROOM 1 118-25]  REST ROOM
8608 REST ROOM 96-08 REST ROOM . 10B-12]_ JANITOR ROOM 1 116-26] __REST ROOM
88-10 REST ROOM 9B8-09 | PATIENT BEDROOM | 2 108-13] _ REST ROOM 1 118-33| HOUSE KEEPER RM
8612 [ JANITOR ROOM 9B-10 REST ROOM 1 10B-25] __REST ROOM 1 118-34] R/R 8 SHOWER 2
86-13 REST ROOM 8B-12 | JANITOR ROOM 1 108-26] _REST ROOM 1 118-35] PATIENT BED ROOM | 2
88-25 REST ROOM $B-1 REST ROOM 1 [108-34| _R/R & SHOWER p 1B-36] PATIENT BEDROOM | 2
8B-26 REST ROOM | $6-25 REST ROOM 1 108-37]__R/R & SHOWER p 3.37|__R/R & SHOWER 2
8834 | RIR & SHOWER 2 98-26 REST ROOM 1 08-33]  REST ROOM 3-38] PATIENT BEDROOM | 2
8B-37 | RIR & SHOWER 2 96-33 | HOUSE KEEPERRM | 1 108-41] _ REST ROOM B33 REST ROOM
8B-39 REST ROOM 1 98-34 | _ R/R & SHOWER 2 10B-47] _R/R & SHOWER p B-40]  BREAK ROOM p
[ 8B-41 REST ROOM 1 98-35 | PATIENT BEDROOM | 2 08-48] _LOCKER ROOM B-41] _ REST ROOM
8847 | R/R & SHOWER p 9B-36 | PATIENT BED ROOM | 2 108-50] R/R 8 SHOWER 2 1B-48] PATIENT BED ROOM | 2
8848 | LOCKER ROOM 1 8B8-37 | _RIR & SHOWER p 0B-51] LOCKER ROOM 11843 REST ROOM
8850 | R/R & SHOWER p 9B-38 | PATIENT BEDROOM | 2 0B-53] __ REST ROOM 11B-50] PATIENT BED ROOM| -
88-51 | LOCKER ROOM 96-39 REST ROOM 08-55] _REST ROOM 1B51]  REST ROOM
8653 REST ROOM 96-41 REST ROOM [ 0B-56] TELEPHONE AREA 18-52| PATIENT BEDROOM | 2
8B-55 REST ROOM 1 96-48 | PATIENT BED ROOM | 2 10C-02] __REST ROOM 1 B-53]  REST ROOM 1
8B-56 | TELEPHONE AREA SB49|  REST ROOM 1 10C-04| R/R & SHOWER p 11C01] _ OFFICE ROOM 2
3C-02 | _REST ROOM 9B-50 | PATIENT BED ROOM | 2 10C-08] _SHOWER ROOM 2 11C-02] _ REST ROOM 1
3C-04 | RIR 8 SHOWER 2 96-51 REST ROOM 1 10C-10] _RIR & SHOWER 2 C-03[ PATIENT BED ROOM | 3
3C07 | R/IR 8 SHOWER 2 98-52 | PATIENT BEDROOM | 2 10C-11]  SHOWER ROOM 2 C-0a|_R/R & SHOWER p
3C08 | SHOWER ROOM p 9B-53 REST ROOM 1 0C-13]__R/R & SHOWER 2 C-06| PATIENT BED ROOM | 2
8C-10| R/R & SHOWER 2 9C-01 | PATIENT BEDROOM | 3 10C-14| SHOWER ROOM 2 C-08]_SHOWER ROOM p
8C-11] SHOWER ROOM p [5C-02 REST ROOM 0C-16]__R/R & SHOWER 2 C-03| PATIENT BEDROOM | 2
8C-13| _R/R & SHOWER p BC-03 | PATIENT BEOROOM| 2 0C-19] ___REST ROOM C-10] _R/R & SHOWER p
8C-14] .SHOWER ROOM 2 9C-04 R/R & SHOWER 2 0C-20 REST ROOM C-11] SHOWER ROOM 4
3C-16 | R/R & SHOWER p 9C-06 | PATIENT BEDROOM | 2 0C-22[ __REST ROOM C-12| PATIENT BEDROOM |3
8C-19 REST ROOM 9C-08 | _SHOWER ROOM 2 23| REST ROOM C-13] R/ & SHOWER p
8C-20 REST ROOM 5C-09 | PATIENT BED ROOM |2 0C-32] _SHOWER ROOM 2 C-14] SHOWER ROOM p
8C-22|  RESTROOM 5C-10 | R/R 8 SHOWER : 0C-35] _SHOWER ROOM 2 C-15| PATIENT BED ROOM | 2
8C-23|  REST ROOM 5C-11 | _ SHOWER ROOM p 0C-37] __R/R & SHOWER 2 1C-16] _R/R & SHOWER 2
8C-26| R/R & SHOWER 2 SC-12 | PATIENT BEDROOM | 2 10C-40] _RIR & SHOWER p 1C-18{ PATIENT BED ROOM | 2
8C-28| R/R & SHOWER p 9C-13| R & SHOWER p 10C-50]  REST ROOM 11C-19] __ REST ROOM
8C-29| _LINEN CLOSET 3C-14 | SHOWER ROOM p C-20] __ REST ROOM
8C-31| R/R & SHOWER p IC-15 | PATIENT BED ROOM | 1A-01]| PATIENT BED ROOM | 2 C-21| CONFERENCE ROOM| 3
3C-32 | SHOWER ROOM p )C-16 | RIR & SHOWER : A02| PATIENT BED ROOM | 2 C-22] __ REST ROOM
3C-34| RIR & SHOWER p §C-18 | PATIENT BEDROOM | - 11A-03] _R/R & SHOWER 2 C-23|  REST ROOM 1
8C-35| SHOWER ROOM p 9C-1 REST ROOM A-0A| PATIENT BEDROOM | 2 [11C-25] PATIENT BED ROOM|
8C37| R/R & SHOWER ‘ 20 REST ROOM AD5] R/ & SHOWER p C-27| PATIENT BED ROOM |
8C-40| _R/R & SHOWER : §C-21 | PATIENT BEDROOM | 2 A-G6] _LINEN ROOM C-29]  UINEN CLOSET 1
8C-50|  REST ROOM b7 REST ROOM 1 1A-07| PATIENT BEDROOM |- C-30| PATIENT BEDROOM | 3
23 REST ROOM [ A8 R/R & SHOWER p 11C-32] SHOWER ROOM :
SAD1 | CONFERENCE ROOM[ 2 25 | PATIENT BEDROOM | 3 A0S| SHOWER ROOM p 11C-33] PATIENT BEDROOM | 2
3A-02 | PATIENT BEDROOM|__: 9C-27 | PATIENT BEDROOM | 3 1A11]  RR & SHOWER p C-35]_SHOWER ROOM p
A03| R/ & SHOWER p 9C-30 | PATIENT BEDROOM|__ 2 A12[ SHOWER ROOM p C-36{ PATIENT BED ROOM |3
A-04 | PATIENT BED ROOM | 2 SC-32| SHOWER ROOM p A3 PATIENT BEDROOM | 2 C-37] _R/R & SHOWER p
AD5 | R/R & SHOWER p 9C-33 | PATIENT BEDROOM | 2 A-14] _R/R & SHOWER p C-40[__R/R & SHOWER p
A-07 | PATIENT BED ROOM | 2 9C-35 | SHOWER ROOM p A-16| PATIENT BED ROOM C-41|__STORAGE ROOM
JA-08 | RIR & SHOWER p SC-36 | PATIENT BEDROOM | 3 11A-17] __REST ROOM 11C.50] REST ROOM 1
3A-09 | SHOWER ROOM F 9C-37| R/R 8 SHOWER p 11A-18] PATIENT BED ROOM |2
3A-11] RIR & SHOWER p 9C40| R/R & SHOWER : AQ9]  REST ROOM 1 2A 01| PATIENT BED ROOM |
A-12 | SHOWER ROOM 2 9C-50 REST ROOM A-21] PATIENT BED ROOM | 2 2A02| PATIENT BED ROOM | -
A-13 | PATIENT BEDROOM | 2 A-22[  REST ROOM 2A03] _R/R 8 SHOWER :
A-14 R/R & SHOWER 2 10A-01] CONFERENCE ROOM 2 11A-23 REST ROOM 12A-04] PATIENT BED ROOM 4
A-16 | PATIENT BEDROOM | 2 10A-03[ R/R & SHOWER 2 11A-24| PATIENT BED ROOM | 2 12A-05] R/R & SHOWER p
AT REST ROOM i 10A-05] _RI/R & SHOWER 2 11A-25] _SHOWER ROOM 2 12A-06] STORAGE ROOM
SA-18 | PATIENT BEDROOM| 2 10A-08] _R/R 8 SHOWER 2 11A-30] PATIENT BEDROOM | 2 12AG7| PATIENT BEDROOM| 2
BA-18 REST ROOM 1 10A-03] SHOWER ROOM 2 11A31] _R/R 8 SHOWER 2 12A-08] R/R & SHOWER 2
GA-21 | PATIENT BEDROOM | _ 2 T0A-11]_ R/IR 8 SHOWER 2 11A-32] SHOWER ROOM 2 12A-03] _SHOWER ROOM 2

LT - 88 3




ROOW 1 [Foom ROOM ¥ ROOW ROOM

ROOM
‘ * DESCRIPTION | LAMPS]. | = DESCRIPTION ' | LAMPS * DESCRIPTION
2A-10[ PATIENT BEQ ROOM |_ 2 4A:05| __R/R & SHOWER p 3C-21| PATIENT BED ROOM
2A-11]__R/R 8 SHOWER 2 3A-06] PATIENT BED ROOM |-, 2
2A-12] - SHOWER ROOM 2| -[13A07[ PATIENT BEDROON ] 2
7A-13] PATIENT BED ROOM | 3 3A-08] R/ &SHOWER - | ~<2
12A-14|__. REST ROOM — 1 | [13A09]" SHOWERROOM | -
Ti2a 5l PATIENT BEOROOM| -~ 2| [13A-10] PATIENT BED ROOM
J12A-18]_RESTROOM __ | =1 __{{13AA1]_ RRE&E SHOWER .- | _ 3
- {12A-17[ PATIENT BEDROOM| .2__| - .M:I “SHOWER ROOM p C-28] PATIENT BED ROOM
2A-18] ~_ _RESTROOM _ | - 13A-13] PATIENT BED ROOM| 3 3C-28| PATIENT BED ROOM
2A- REST ROOM 13A-14 REST ROOM _. 3C-30]__R/R & SHOWER
-[12A°20] PATIENT BEDROOM | __ 2 13A-15] PATIENT BED ROOM| 2 3C-31]__ SHOWER ROOM p
12A-21 REST ROOM 13A-16] __ REST ROOM 3C-32| PATIENT BED ROOM | 2 -
12A-22| __REST ROOM 1 13A17 REST ROOM 3C-33[ ___REST ROOM .
12A-23| PATIENT BED ROOM{ - 2 13A-18] PATIENT BED ROOM | _ 3 3C-34]  STORAGE ROOM
12A-24] PATIENT BEDROOM| 2 13A-19] . REST ROOM 1 13C35| _R/R & SHOWER 2
12A-25] _R/R & SHOWER 2 A-Z REST ROOM 1 13C-36] PATIENT BED ROOM | _ 2
12A-26] PATIENT BED ROOM|__ 2 3A-21] PATIENT BED ROOM | __ 7 3C-37| PATIENT BEDO ROOM | __ 2
12A-27]__R/R & SHOWER 2 3A-22] ___REST ROOM 1 3C-38] ___REST ROOM 1
12A-28] _ SHOWER ROOM 2 13A-23] PATIENT BEDROOM| 2 13C45] NURSE'S LOCKER 1
12A-29] PATIENT BEDROOM| 2 13A-24] PATIENT BEDROOM | _ 2 13C-46] ___REST ROOM 1
12A30]  REST ROOM 1 13A-25| R/R & SHOWER 2 13C-52] SHOWER ROOM 2|
12A-31] PATIENT BEDROOM| 2 13A-26] __SHOWER ROOM p TOTAL 1
12A-32] ___REST ROOM 1 13A-27] R/ & SHOWER 2
12A-33] PATIENT BEDROOM | __ 2 13A-28] PATIENT BEDROOM | __ 2
12A-34] __RIR & SHOWER 2 13A-29 REST ROOM 1
12A-35]  STORAGE ROOM 13A-30{ PATIENT BEDROOM | _ 2
12A-36| PATIENT BED ROOM 13A-31] PATIENT BEDROOM| 2
12A-37] __ REST ROOM 13A-32] __ REST ROOM 1
12A45| ___REST ROOM 3A-33| PATIENT BED ROOM|__ 2
12A46| NURSE'S LOUNGE 3A-34] _R/R & SHOWER Z
12A-51 REST ROOM 3A-35] _STORAGE ROOM
12A-51 SHOWER ROOM 2 3A-36] PATIENT BED ROOM 2
12A-52] _SHOWER ROOM 2 13A-37] _RIR & SHOWER 2
12B-01] PATIENT BEDROOM ] 2 13A-38] _ LINEN CLOSET [
12602] __ REST ROOM 1 13A-45] NURSE'S LOCKER
12803 JANITOR ROOM IA46] ____REST ROOM 1
128-05| _ REST ROOM 3A-52] _ SHOWER ROOM 2
128-06] __ REST ROOM 13A-53] SHOWER ROOM 2
128-07] __OFFICE ROOM 2__| [13501] PATIENT BEDROOM| 2
128-08] __ REST ROOM 38-02] ___REST ROOM
128-09{ PATIENT BED ROOM 2 38-03! JANITOR ROOM
12610 REST ROOM 3805| ___REST ROOM
28-11] PATIENT BED ROOM | 2 38-06] _ REST ROOM R DRAVRE
26-12] JANITOR ROOM 3B6-07| PATIENT BED ROOM] : o
12B-13] __ REST ROOM 13808 REST ROOM
128-22] _STORAGE ROOM 38-03] _JANITOR ROOM 1
128-26] _ REST ROOM [138-10] PATIENT BED ROOM | 2
12827 REST ROOM 3811 REST ROOM 1
128-45] _ REST ROOM 1 138-29] _ REST ROOM 1
126-46] ___REST ROOM 7 138-30] PATIENT BED ROOM | __ 2
128-47 REST ROOM 138-32] __ REST ROOM 1
128-48] PATIENT BEDROOM | 2 138-33| PATIENT BEDROOM | __ 2
128-49] PATIENT BEDROOM |2 3B-34] PATIENT BED ROOM |
128-50] ___REST ROOM 38-35] _ REST ROOM ce
128-51] _ LINEN CLOSET [138-42] PATIENT BED ROOM | __ L
128-52] _ OFFICE ROOM 2 13843] __ REST ROOM [ ‘
28-53]  REST ROOM 3844 UINEN CLOSET
2C05 REST ROOM 3845 PATIENT BEDROOM | 2
12C-06 REST ROOM 36.46| __ REST ROOM
12C-13 REST ROOM 13C-01] PATIENT BED ROOM |__
12C-14] _SHOWER ROOM p 13C02] ___ REST ROOM 1
12C-15| PATIENT BED ROOM |2 13C03] __ REST ROOM 1
12C-16] ___REST ROOM 13C-04] PATIENT BEDROOM | __2
12C-17] ___REST ROOM 3C-05] PATIENT BED ROOM | _ 2
12C-18) PATIENT BED ROOM | 3 ‘[13C06] __R/R & SHOWER 2
12C19] __ REST ROOM 3C07] _ SHOWER ROOM 7
12C-25] __REST ROOM 3C-08] _SHOWER ROOM Z
12C-26] ___REST ROOM 3C-09|__R/R & SHOWER p
12C-32] _SHOWER ROOM p 3C-10] PATIENT BED ROOM | 3
12C-33] __SHOWER ROOM 2 13C-11| PATIENT BEDROOM] 2
12C-34] _ SHOWER ROOM 2 13C-12] __R/R & SHOWER Z
12C-35] SHOWER ROOM 2 13C-13] _ SHOWER ROOM 2
12C41 REST ROOM 1 13C-14] PATIENT BED ROOM | __2
12C-42] NURSE'S LOUNGE 1 13C-15] _R/R & SHOWER 2
13C-16] PATIENT BEDROOM | 2
13A-01] PATIENT BEDROOM ] __ 2 13C-17] __ REST ROOM 1
13A-02] PATIENT BED ROOM| 2 13C-18] PATIENT BEDROOM| 2
13A-03] _R/R & SHOWER 2 13C-19] ___REST ROOM 7
13A-04]  SUPPLY ROOM 1 13C-20] _ REST ROOM 1
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CONSTRUCTION COST ESTIMATE

694—1 331-005 .
CTHIE st e
P HUTCHINS IR
ESTLT4Qi.XLS e 3
: N OUANTlTY MATERIAUEQUIP LABOR SOURCE
ITEM DESCRIPTION No. Unit |$/Unit Total. $/Unit _ |Total Matenal Labor
15-watt Compact Fluorescent 1258| ea $22.21 $27,940 | . $0.69 $866 $28,806 | Gp863 MEp238
Type SLS15 ) -
Subtotal Bare Costs $27,940 $866 $28,806
Retrofit Cost Factors 0% $0 0% $0 $0| MMp6 MMp6
Subtota! $27,940 $866 $28 806
City Cost Index (Aug. GA) 0% $0 | -46% ($398) ($398)] MMpS33 | MMp533
Subtotal $27,.940 $468 -~ $28,408
OH & Profit Markups 10% $2794 | 53% $248 $3042 | MMp7 MMp475
Subtotal $30.734 $716 $31,450
Sales Taxes 6.0% $1.844 NA $1,844 | MMp476
Subtotal $32,578 $716 $33,294
JContingency 10% $3258 1 10% $72 $3,330 | MEp6 MEp6
Subtotal construction Cost $35,836 $788 336,624
§Design Fee NA 6.0% $1,998 $1,998
SIOH NA 6.0% $1,998 $1,998
Total Project Cost $35,836 $4.784 $40,620
LEGEND:
MMp#itt 1996 Means Mechanical Cost Data, page ###.
MEp#iHt 1996 Means Electrical Cost Data, page ###.
. Gpiittt 1995 Grainger, page ###
Dp#i# 2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: LT4C
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO-LT4C  RETROFIT WITH.COMPACT FLUORESCENTS
FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION 1 - RESTROOMS ‘
ANALYSIS .DATE:. 07-01-96 ECONOMIC LIFE 20 YEARS PREPARED BY W TODD

ANVESTHENT b g L

S ; Nt

X Ae:CONSTRUCTION OST . $ ’; 35500

-+ B, SIOH vuf““ﬁfs ~'2196. -
_CI'DESIGN COST e - $ - 219.
D. TOTAL COST (1A+lB+lC) $ . 40992. :
E. SALVAGE VALUE OF EXISTING EQUIPMENT § 0. -
F. PUBLIC UTILITY COMPANY REBATE $ 0.
G. TOTAL .INVESTMENT (1D - 1E - IF) $ 40992.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(S5)
A. ELECT § 7.62 231. $  1760. 13.68 §  24080.
B. DIST § .00 0. $ 0. 14.64 0.
C. RESID § .00 0. $ 0 16.00 § 0.
D. NATG § 2.70 0. $ 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38  $ 0.
M. DEMAND SAVINGS $ 0 15.38 § 0.
N. TOTAL 231. $ 1760 $  24080.
@ 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 8537.

(1) DISCOUNT FACTOR (TABLE A) 12,90 . e
(2) DISCOUNTED SAVING/COST (3A X 3A1) ~ - $ 110127,

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-)  OC FACTR SAVINGS (+)/
1) @ @ COST(-) (4)
d. TOTAL - $ 0. .

C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(—)(3A2+3Bd4)$ 110127.

4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$  10297.
5. SIMPLE PAYBACK PERIOD (16/4) - 3.98 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) §  134207.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 3.27

(IF < 1 PROJECT DOES NOT QUALIFY)
**x% project does not qualify for ECIP funding; 4,5,6 for information only.

‘8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): N/A

LT -5% 5




o« otidiy st wcgﬁm“w i

S T x ‘ sie ’ i A
- ~ e --_---,_..“___._‘_. i [ bk -4

_Al‘)_(:wtc.) 62 300___*_(000 «'(50.67 (v
_SUB/R4o (£2.) ,ﬁ_,_-l@_____‘__,.éo‘o - to,000 $21:27 &

PR . ' X ' .

, . . : . ' . ' : : . . . R . , :

s ‘ . R
.. —— - - e I, T - -1 7 By ) - 2 g g HQ - o T

(»,;z l%)# %qox, o

‘ = ,"_, ..' S
3 R ‘

= """""" "'To we //'“/7'

@ Gp 262 T R % .
- ® Labtv_oog,+’ QSWM/MS* 27Ss = " (88

'},; Spo'(’ relavap - T oMl Qw-P
sa}gtmg LT 6

® ¢ Gowg p 245 e




CONSTRUCTION COST ESTIMATE

. RS&H No.:

I Pféject: .ECO #LT4C2 Retroﬁt Downltght lncandescentswrth Compad Fluorescents . 694-1331-005 -
Lgw . \ocation:- ' .. .Fort Gordom, GA. . . . R B Rt L1
. -Basls: * Schematic Design’ ' v . Estimator:” - P. HUTCHINS
Building:- EisenhowerAnnyMedical Center - Filename: - ESTLT4C2XLS.
) QUANTlTY MATERIAL/EQUIP * LABOR TOTAL " SOURCE
ITEM DESCRIPTION No. Unit_|$/Unit Total $/Unit | Total COST Material Labor
18-watt Compact Fiuorescent 31| ea $27.22 $844 | $0.69 $21 _$865| Gp863 MEp238
Type SL18/R40
Subtotal Bare Costs $844 $21 $865
Retrofit Cost Factors 0% $01 0% $0 $0| MMpb MMp6
Subtotal $844 $21 $865
City Cost Index (Aug. GA) 0% $0 | 46% ($10) ($10)] MMpS533 | MMpS33
Subtotal $844 $11 $855
OH & Profit Markups 10% $84 | 53% $6 $90 | MMp7 MMp475
Subtotal $928 $17 $945
Sales Taxes 6.0% $56 NA $56 | MMp476
Subtotal $984 $17 $1,001
Contingency 10% $98 1 10% $2 $100 MEp6 MEp6
Subtotal construction Cost $1,082 $19 $1,101
Design Fee NA 6.0% $60 $60
SIOH NA 6.0% $60 $60
Total Project Cost $1,082 $139 $1,221

LEGEND:
MMp#it
MEp###
Gph#t
Dpt##t

1996 Means Mechanical Cost Data, page ###.
1996 Means Electrical Cost Data, page ###.

1995 Grainger, page ###

2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: LT4C
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3
‘ PROJECT NO. & .TITLE: ECO-LT4C  RETROFIT WITH COMPACT FLUORESCENTS
FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION 2 - LOBBY DOWNLIGHTS
ANALYSIS DATE: ‘07-01-96 ECONOMIC -LIFE 20 YEARS PREPARED BY: W. TODD

CINVESTHENT -+ Lo s

1 T
A.* CONSTRUCTION COST ~$ --100. - T TR
B. SIOH - $ ~ 66. ‘ TR ST COE
C. DESIGN COST $ 66.

D. TOTAL COST (1A+1B+IC) $ 1232.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0. -
F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - IF) $ 1232.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2)  SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 13. $ 99. 13.68 § 1355.
B. DIST § .00 0. $ 0. 14.64 $ 0.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NAT G § 2.70 0. $ 0. 17.25  § 0.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38 $ 0.
N. TOTAL 13. $ 99. $ 1355.

@ 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) | $ 525.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 6773

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-)' OC FACTR  SAVINGS(+)/
(1) (@) (3) COST(-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)§  6773.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))S  624.
5. SIMPLE PAYBACK PERIOD (16/4) 1.97 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) §  8l2s.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 16)= 6.60
(IF < 1 PROJECT DOES NOT QUALIFY)
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 14.95 %
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. FT GORDON EISENHOWER ARMY MEDICAL CENTER

SURVEY OF LIGHTS FOR INSTALLING OCCUPANCY SENSORS

ROOM | ROOM . # FLUOR |# FLUOR |# FLUOR |# FLUOR | # FLUOR. rl

¥ DESCRIPTION . [vtFix |8t Fix | 4L Fix | 2L FX |1 LFIX | SWITCHES

1803 .| - EXAMINATIONROOM T - 1.2 : T -

1806 “EXAMINATION ROOM__ - 2 1
1808 EXAMINATION.ROOM - 1
810 | . EXAMINATION ROOM 2 1
513 EXAMINATION ROOM 2 1
815 EXAMINATION ROOM 2 1
1817 EXAMINATION ROGM 2 1
18-19 EXAMINATION ROOM 2 1
1821 EXAMINATION ROOM 2 1
18-27 EXAMINATION ROOM 2 1
18-30 EXAMINATION ROOM 2 1
1833 EXAMINATION ROOM 2 1
18-44 EXAMINATION ROOM 2 1
1851 EXAMINATION ROOM 4 1
18-54 EXAMINATION ROOM 2 1
1004 EXAMINATION ROOM 2 1
1D-08 EXAMINATION ROOM 2 1
011 EXAMINATION ROOM 2 1
10-12 EXAMINATION ROOM 2 1
1D-15 EXAMINATION ROOM 2 1
1D-18 EXAMINATION ROOM 2 i
10-20 EXAMINATION ROOM 2 1
1D-21 X-RAY EXAM_RM 2 1
1022 EXAMINATION ROOM 2 1
10-24 EXAMINATION ROOM 2 1
1027 EXAMINATION ROOM 2 1
10-29 EXAMINATION ROOM 2 1
10-31 EXAMINATION ROOM 2 1
1D-35 EXAMINATION ROOM 2 1
1D-57 EXAMINATION ROOM 2 1
10-59 EXAMINATION ROOM 2 1
1D-68 EXAMINATION ROOM 2 1
1E-05 EXAMINATION ROOM 2 1
1524 BREAK ROOM 1 1
117 BREAK ROOM 3 1
FPOO3 EXAMINATION ROOM 2 1
‘ FPOO5 EXAMINATION ROOM 2 1
FPO06 EXAMINATION ROOM 2 1
FP007 EXAMINATION ROOM 2 1
FPOO8 EXAMINATION ROOM 2 1
FP009 EXAMINATION ROOM 2 1
FPO10 EXAMINATION ROOM 2 1
FPO18 EXAMINATION ROOM 2 1
FPO19 EXAMINATION ROOM 2 1
FP020 EXAMINATION ROOM 2 1
FPOZ1 EXAMINATION ROOM 2 1
FPO22 EXAMINATION ROOM 2 )
FP023 EXAMINATION ROOM 2 1
FPO29 EXAMINATION ROOM 2 1
FP030 EXAMINATION ROOM 2 1
FPO31 EXAMINATION ROOM 2 1
FPO32 EXAMINATION ROOM 2 1
FPO33 EXAMINATION ROOM 2 1
FPO34 EXAMINATION ROOM 2 1
FPO43 EXAMINATION ROOM 2 1
FPO4a EXAMINATION ROOM 2 1
FPO45 EXAMINATION ROOM 2 1
FPO46 EXAMINATION ROOM 2 1
FPO47 EXAMINATION ROOM 2 1
FP048 EXAMINATION ROOM 2 1
FP056 SOILED UTILITY RM 2 1
FPO53 EXAMINATION ROOM 2 1
FPOE0 EXAMINATION ROOM 2 1
FPO61 EXAMINATION ROOM 2 1
FPO62 EXAMINATION ROOM 2 1
FPO63 EXAMINATION ROOM 2 1
FPOG4 EXAMINATION ROOM 2 1
FPO63 EQ ST /LINEN/CL U 3 1
|_FPO75 EXAMINATION ROOM 2 1
FPO76 EXAMINATION ROOM 2 1
FPO77 EXAMINATION ROOM 2 1
FPO78 EXAMINATION ROOM 2 1
FPO79 EXAMINATION ROOM 2 1
FPO80 EXAMINATION ROOM 2 i
FP116 CONFERENCE ROOM 8 1
FP118 R/R & LOCKER RM 4 1
FP119 R/R & LOCKER RM 4 1
FP121 STAFF LOUNGE 2 1
6 1

' FP129 STUDENT ROOM
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ROOM WFLUOR|W FLUOR|# FLUOR W FLUOR|W FLUOR "
DESCRIPTION UVLFIX|8L FIX.| 4L FIX | 2L FiIx. | 1 L FIX | SWITCHES
EXAMINATION ROOM p
EXAMINATION ROOM
EXAMINATION ROOM ]
EXAMINATION ROOM 3
EXAMINATION ROOM - RS . X - .
STAFF LOUNGE - - i T ) - .
EXAMINATION ROOM R - 2 : .
EXAMINATION ROGM - 2°
UTILITY ROOM - -
EQUIPMENT ROOM
EXAMINATION ROOM
EXAMINATION ROOM . :
EXAMINATION ROOM N 1
EXAMINATION ROOM 1
EXAMINATION ROOM 1
KITCHEN
BREAK RM 2
BREAK ROOM
EXAMINATION ROOM 2
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM 2
EXAMINATION ROOM 2
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROCM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
BREAK ROOM 2
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM 2
EXAMINATION ROOM 2
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM 2
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
EXAMINATION ROOM
305 EXAMINATION ROOM
EXAMINATION ROOM
512 EXAMINATION ROOM
13 EXAMINATION ROOM
J-15 EXAMINATION ROOM
2K-01 LOCKER ROOM 3
2K-05 LOUNGE 7
N-05 EXAMINATION ROOM
N-07 EXAMINATION ROOM
N-O8 EXAMINATION ROOM
SUPPLY ROOM 2
0.2 EXAMINATION ROOM
0-25 EXAMINATION ROOM
20-27 EXAMINATION ROOM
0-34 BREAK ROOM i
0-50 CONFERENCE ROOM 6
P-05 EXAMINATION ROOM
P-07 EXAMINATION ROOM
P-09 EXAMINATION ROOM
P-11 EXAMINATION ROOM
2P-34 EXAMINATION ROOM
2P-36 EXAMINATION ROOM
2P-40 EXAMINATION ROOM
2P-42 EXAMINATION ROOM
2P-a4 EXAMINATION ROOM

2Q-01 CONFERENCE ROOM 2
2R-25 PRINTER ROOM 4
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ROOM ROOM # FLUOR.[# FLUOR [# FLUOR |# FLUOR |# FLUOR. 2
[ DESCRIPTION ‘ULFIX ] 8L FIX | 4L FIX | 2L FIX. | 1 L FIX. | SWITCHES
38-14 LOCKER ROOM 3 1
38-17 LOCKER ROOM 8 1
3E-08 LOCKER ROOM 1 1
3F03. LOCKER ROOM 1 1
31-08 R{R & LOCKER RM 1 1
3-11 PASSAGE TO LK RM 4 1
k12 LOCKER ROOM 2 1
3K-05 LOCKER ROOM 1 1 .
.3K-23 - LOCKER ROOM 1 1
K-24 PASSAGE TO LOCKER 3 1
K-25 LOUNGE 3 1
3K-26 LOCKER RM & SHOWER 3 1
3K-27 LOCKER ROOM 1 1
3K-29 PASSAGE TO LOCKER 3 1
3L-04 UTILITY RM 1 1
4C-12 BREAK ROOM 1 1
4C-18 CONFERENCE ROOM 10 1
5A-13 SOILED UTILITY ROOM 2 1
5A-14 CLEAN UTILITY ROOM 2 1
SA-18 MONIT. STORAGE RM 2 1
SA-19 UTILITY/EQUIP. STOR. 2 1
58-17 COMPUTER ROOM 2 1
58-40 CONFERENCE ROOM 4 1
58-41 LOCKER ROOM 2 1
5C-37 KITCHEN 1 1
5C-38 SUPPLY ROOM 1 1
>C-44 KITCHEN 1 1
8-03 WAITING AREA 2 4 1
6A-30 CONF./CLASS ROOM 4 1
6A-31 CONTROL ACCESS 6 1
6A-35 BREAK ROOM 6 1
6A-40 SCRUB 2 1
6A-49 SOILED UTILITY ROOM 3 1
6A-50 CLEAN UTILITY ROOM 3 1
6A-53 CLEAN UTILITY ROOM 2 1
68-16 MICROSCOPE ROOM 4 1
68-41 EXAMINATION ROOM 2 1
6B8-43 LOCKER ROOM 3 2
68-46 SUPPLY ROOM 2 1
6C-14 CONFERENCE ROOM 4 1
6C-21 UV LIGHT ROOM 1 1
6C-27 SOILED UTILITY ROOM 2 1
6C-28 CLEAN UTILITY ROOM 1 1
6C-39 KITCHEN 1 1
7A-01 CONFERENCE ROOM 4 1
TA-46 KITCHEN 1 1
7A-53 SOILED UTILITY ROOM 3 1
7A-54 STAFF LOUNGE 3 1
78-06 WAITING AREA 2 8 2
78-11 BREAK ROOM/LOUNGE 1 4 2
7C-45 SOILED UTILITY ROOM 3 1
7C-46 CLEAN UTILITY ROCM 3 1
7C-53 KITCHEN 1 1
8A-01 CONFERENCE ROOM 4 1
8A-46 KITCHEN 1 1
8A-53 SOIWLED UTILITY ROOM 3 1
8A-54 CLEAN UTILITY ROOM 3 1
88-06 VISITORS' WAITING ROOM 6 2
88-45 BREAK ROOM/LOUNGE 2 1
8C-45 SOILED UTILITY ROOM 3 1
8C46 CLEAN UTILITY ROOM 3 1
8C-53 KITCHEN 1 1
9A-46 KITCHEN 1 1
9A-53 SOILED UTILITY ROOM 3 1
9A-54 CLEAN UTILITY ROOM 3 1
98-06 VISITORS' WAITING ROOM 12 2
98-40 BREAK RM/LOCKER 2 1
9C-45 SOILED UTILITY ROOM 3 1
9C-46 CLEAN UTILITY ROOM 3 1
9C-53 KITCHEN 1 1
10A-01 CONFERENCE ROOM 4 1
10A-46 KITCHEN 1 1
10A-53 SOILED UTHITY ROOM 3 1
10A-54 CLEAN UTILITY ROOM 3 1
10B-06 VISITORS' WAITING ROOM 6 2
10C-45 SOILED UTILITY ROOM 3 1
10C-46 BREAK ROOM 3 1
10C-61 PRINTER ROOM 2 1
10C-53 KITCHEN 1 1
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ROOM ROOM # FLUOR.|# FLUOR.|# FLUOR.|# FLUOR.|# FLUOR. # # LIGHTS |PICTURE
# DESCRIPTION ‘WLFIX.[ 8L FIX.| 4L FIX.| 2L FIX.} 1 LFIX. | SWITCHES |ALWAYS ON #
11A-46 . KITCHEN 1 1
11A-47 STORAGE ROOM 1 1
-11A-53 | . SOILED UTILITY ROOM 3 1
11A-54 .CLEAN UTILITY ROOM 3 1..
118-06 | VISITORS' WAITING ROOM 8 2
11B-16 SUPPLY ROOM 2 1
11B-40 BREAK ROOM 2 1
11C-21 CONFERENCE ROOM 4 1
11C-45 SOILED UTILITY ROOM 3 1
11C-46 CLEAN UTILITY ROOM 3 1
11C-53 KITCHEN 1 1
12A-42 KITCHEN 1 1
12A-49 SOILED UTILITY ROOM 3 1
12A-50 CHART ROOM 3 1
128-04 GROQUP THERAPY ROOM 12 1
12B-17 EXAMINATION ROOM 2 1
12B-40 GROUP THERAPY ROOM 3 1 33
12C-44 KITCHEN 1 1
12C-44 KITCHEN 1 1
13A-43 KITCHEN 1 1
13A-50 SOILED UTILITY ROOM 3 1
13A-51 CLEAN UTILITY ROOM 3 1
13B-04 WAITING AREA 11 1
13B-14 EXAMINATION ROOM 2 1
13C-43 KITCHEN 1 1
13C-50 CLEAN UTILITY ROOM 2 1
13C-52 SOILED UTILITY ROOM 2 1
TOTAL 15 3 339 323 8 283
Totals wattsffixture 90 360 180 90 45
kW 1.4 1.1 61.0 291 04 929
Exam Rooms
Fixtures 0 0 300 6 0 150
kwW 0 0 54 0.54 0 545
Breakrooms, kit, util, etc 15 3 39 317 8 127
kW 1.35 1.08 7.02 28.53 0.36 383
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CONSTRUCTION COST ESTIMATE

Project: ECO #MI3B Install Occupancy Sensors in Breakrooms RS&H No.: 694-1331-005

Location: Fort Gordon, GA . . ’ Date: 711196

Basis: .~  Schematic Désign . Estimator: P. HUTCHINS

Building: Eisenhower Army Medical Center Filename: ESTMI3B.XLS

QUANTITY MATERIAUVEQUIP LABOR TOTAL SOURCE
ITEM DESCRIPTION No. Unit 1$/Unit Total $/Unit _ [Total cosT Material Labor
Occupancy Sensor, 127] ea $56.11 $7,126 | $33.50 $4,255 $11,381 | Dp61,107 § MEp239
ceiling mounted

Power pack 127 ea | $17.54 $2,228 | $23.50 $2,985 $5.213 | Dp61,107 | MEp239
Mounting bracket 127| ea $2.45 $311 $311 | Dp61,107
Subtotal Bare Costs $9,665 $7,240 $16,905

Retrofit Cost Factors 0% $0 0% $0 $0 MMp6 MMp6
Subtotal $9,665 $7,240 $16,905

City Cost Index (Aug. GA) 0% 30 | -46% ($3,330) ($3,330)] MMp533 | MMp533
Subtotal $9,665 $3,910 $13,575

OH & Profit Markups 10% $967 | 53% $2,072 $3,039 MMp7 MMp475
Subtotal $10.632 $5,982 $16,614

Sales Taxes 6.0% $638 NA $638 | MMp476
Subtotal $11,270 $5,982 $17,252

Contingency 10% $1,127 | 10% $598 $1,725 MEp6 MEp6
Subtotal construction Cost $12.397 $6,580 $18,977

Design Fee NA 6.0% $1,035 $1,035

SIOH NA 6.0% $1,035 $1,035

Tota! Project Cost $12.397 38,650 $21,047

LEGEND:
MMp##
MEpi###
Gpti#t
Dp#it#h

1996 Means Mechanical Cost Data, page ###.
1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: MI3
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3
‘ PROJECT NO. & TITLE: ECO-MI3  INSTALL OCCUPANCY SENSORS
FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION B - BREAKROOMS
ANALYSIS DATE: 07-01-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD

1. INVESTMENT

A. CONSTRUCTION COST $ 19000.

8. SIOH - $ 1140.

C. DESIGN COST $ 1140.

D. TOTAL COST (1A+1B+1C) $§ 21280.

E. SALVAGE VALUE OF EXISTING EQUIPMENT § 0. -
F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 21280.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991
UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2)  SAVINGS(3)  FACTOR(4) SAVINGS(5)

A. ELECT $ 7.62 999. s 7612. 13.68 §  104137.
B. DIST § .00 0. s 0. 14.64 § 0.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NAT G § 2.70 0. s 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38  § 0.
M. DEMAND SAVINGS $ 0. 15.38  § 0.
N. TOTAL 999. s 7612 $ 104137,
@ . non EneraY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al1) $ 0.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-) ~ OC  FACTR SAVINGS (+)/
(1) (@) Q) COST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))S$ 7612.
5. SIMPLE PAYBACK PERIOD (1G/4) 2.80 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 104137.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 4.89
(IF < 1 PROJECT DOES NOT QUALIFY)
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 13.24 %
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CONSTRUCTION COST ESTIMATE

Project: ECO #MI3C Install Wall Switch Occupancy Sensors RS&H No.: 694-1331-005

Location: Fort Gordon, GA Date: 3/8/96

Basis: Schematic Design Estimator: P. HUTCHINS

Building: Eisenhower Army Medical Center Filename: ESTMI3CXLS

QUANTITY MATERIAUEQUIP LABOR TOTAL SOURCE
ITEM DESCRIPTION No. Unit | $/Unit Total $/Unit _ |Total COST Material Labor
Occupancy Sensor, 100] ea $44.42 $4. 442 $9.75 $975 $5,417 | Dp61,107 | MEp239
wall switch

Subtotal Bare Costs $4.442 $975 $5,417

Retrofit Cost Factors 0% $0 0% $0 $0 MMp6 MMp6
Subtotal $4,442 $975 $5,417

City Cost Index (Aug. GA) 0% $0 | -46% ($449) ($449)| MMp533 | MMp533
Subtotal $4,442 $526 $4,968

OH & Profit Markups 10% $444 | S3% $279 $723 MMp7 MMp475
Subtotal $4,886 $805 $5,691

Sales Taxes 6.0% $293 NA $293 | MMp476
Subtotal $5,179 $805 $5,984

Contingency 10% $518 | 10% $81 $599 MEp6 MEp6
Subtotal construction Cost $5,697 $886 $6,583

Design Fee NA 6.0% $359 $359

SIOH NA 6.0% $359 $359

Total Project Cost $5.697 $1,604 $7.301

LEGEND:
MMp###
MEp##t#
Gph##
Dp#it#

1996 Means Mechanical Cost Data, page ###.

1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: MI3
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3

PROJECT NO. & TITLE: ECO-MI3 INSTALL OCCUPANCY SENSORS

FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION C - OFFICES
ANALYSIS DATE: 03-11-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD
1. INVESTMENT

A. CONSTRUCTION COST $ 6700.

B. SIOH $ 402.

C. DESIGN COST $ 402.

D. TOTAL COST (1A+1B+1C) $ 7504.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 7504 .

2.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 7.62 28. S 213. 13.68 $ 2919.
B. DIST §$ .00 0. S 0. l4.64 $ o.
C. RESID $ .00 0. $ 0. 16.00 $ 0.
D. NAT G $ 2.70 0. $ 0. 17.25 $ 0.
E. COAL $ .00 0. $ 0. 15.38 S 0.
M. DEMAND SAVINGS $ o. 15.38 S 0.
N. TOTAL 28. S 213. $ 2919.

NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR DISCNT DISCOUNTED
ITEM COST(-) ocC FACTR SAVINGS(+)/
(1) (2) (3) COST(-) (4)
d. TOTAL S 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$S 0.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl1/(YRS ECONOMIC LIFE))$ 213.
SIMPLE PAYBACK PERIOD (1G/4) 35.17 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 2919.
SAVINGS TO INVESTMENT RATIO , (SIR)=(6 / 1G)= .39

(IF < 1 PROJECT DOES NOT QUALIFY)
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CONSTRUCTION COST ESTIMATE

Project: ECO # MI3D Install Wall Switch Occupancy Sensors - Exam Rms RS&H No.: 694-1331-005

Location: Fort Gordon, GA Date: 7/1/96

Basis: Schematic Design Estimator: P. HUTCHINS

Building: Eisenhower Army Medical Center Filename: ESTMI3D.XLS

QUANTITY MATERIAUVEQUIP LABOR TOTAL SOURCE
ITEM DESCRIPTION No. Unit |$/Unit Total $/Unit  |Total COST Material Labor
Occupancy Sensor, 100] ea $44.42 $4 442 $9.75 $975 $5,417 | Dp61,107 | MEp239
wall switch

Subtotal Bare Costs $4,442 $975 $5,417

Retrofit Cost Factors 0% 30 0% $0 $0 MMp6 MMp6
Subtotal $4,442 $975 $5.417

City Cost Index (Aug. GA) 0% $0 | -46% ($449) ($449)| MMp533 | MMp533
Subtotal $4,442 $526 $4,968

OH & Profit Markups 10% $444 | 53% $279 $723 MMp7 MMp475
Subtotal $4.886 $805 $5,691

Sales Taxes 6.0% $293 NA $293 | MMp476
Subtotal $5.179 $805 $5,984

Contingency 10% $518 | 10% $81 $599 MEp6 MEp6
Subtotal construction Cost $5.697 $886 $6,583

Design Fee NA 6.0% $359 $359

SIOH NA 6.0% $359 $359

Total Project Cost $5,697 $1.604 $7,301

LEGEND:
MMp#i#
ME i
Gptt
Dp###

1996 Means Mechanical Cost Data, page ###
1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###




LIFE CYCLE COST ANALYSIS SUMMARY STUDY: MI3
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3

PROJECT NO. & TITLE: ECO-MI3  INSTALL OCCUPANCY SENSORS
FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION D - EXAM ROOMS

ANALYSIS DATE: 07-01-96 ECONOMIC LIFE 20 YEARS PREPARED BY: W. TODD

2.

OTMMOO I —

INVESTMENT

CONSTRUCTION COST $ 6600.

SIOH $ 396.

DESIGN COST $ 396.

TOTAL COST (1A+1B+1C) § 7392.

SALVAGE VALUE OF EXISTING EQUIPMENT $ 0. -
PUBLIC UTILITY COMPANY REBATE $ 0.

TOTAL INVESTMENT (1D - 1E - 1IF) $ 7392.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

‘l’ 3.

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2)  SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 62. $ 472. 13.68 § 6463.
B. DIST § .00 0. $ 0. 14.64 § 0
C. RESID § .00 0. $ 0. 16.00 $ 0.
D. NATG § 2.70 0. $ 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 0. 15.38 § 0
N. TOTAL 62. $ 472. $ 6463
NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 0.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED
ITEM COST(-) 0OC  FACTR SAVINGS (+) /
(1) (2) (3) COST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))S$ 472.
. SIMPLE PAYBACK PERIOD (1G/4) 15.65 YEARS
. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 6463.
. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= .87
(IF < 1 PROJECT DOES NOT QUALIFY)
. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 3.90 %
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NUMBER 1

HIGH F RF‘AQUEN CY FLUORES(,ENT BAT T,AST&
AND INRUSH CURRENT |

‘Ihis technical bulletin discusses the opcration of electronic fluorcscent ballasts and the generation of inrush
or backrush currents in the AC power distribution system. Information prescnted explains the cause of
inrush or backrush current. A properly designed system is able to accommodate inrush or back rush
currents. A chart of system component sclection guidelines is provided at the end of this document.

Every electrical or clectronic device uses power in order to function. This power is obtained from the AC
power distribution system and is rcfcrred to as a specific amount of current in amperes or amps, at the
power linc voltage of 120 volts or 277 volts. The current which is required during constant-on operation is
called "steady state current” and does not change once the device has reached level operation.

During the start-up period, some clectronic devices such as pursonal computers, fax machincs, or electronic
ballasts, require a momentary, higher level of current in order to charge a capacitor. This short, increasc in

;- current level lasts up to five one-thousunds of a sccond (0.005sec) and is called “inrush current”. Capacitors

are needed in the device's powcr supply to provxdc energy to the load when the lme voltage is ncar or at zero
(which occurs 120 hmcs a sec«md) ‘ ~ ) _

,;‘
Somc clectronic ballasts use an inductor at the front end of their powcr supply to controf performance
characteristics. If an inductor is used, a condition called "backrush, or, "back Clectro-Magnetic Force

(EMF)", may occur. Bm.k EMF may causc a large spike of current to occur when the clcctromc device is
tumcdofT SRS /

Electronic bullasls typ:cally contain c.xpamtors or inductors in thc f mnt cnd of their powcr supplies. This
will incrcasc the hkehhood of cither inrush or backrush occurring. If cither condition occurs, and the
auxiliary equipment has not heen designed to withstand either inrush or packrueh then the auxiliary

- cquipment's life or function may be impaired. Auxiliary equipment m«.ludcs circuit breakers, cnergy

m.mdgcmcnt control rclays occupancy sensors, and wall bwu(.hcs

1

In addmon some lmll'ms whxch are advcrtlscd as having low inrush do s0 by uamg a negative resistance
componcat called a thermistor to limit initial current. As the thermistor heats up, its resistance decrcases
and it assurnes a passive role in the opcration of the ballast. Howcver if for any reason the power to the
ballast circuit is momentarily intcrrupted, the thermistor will still be at its hot, low resistance level and will
be incffcctive in 1imi1ing inrush current.

Peak circuit inrush is less than the sum of the inrush of all the ballasts in the circuit becausc of the limiting

cffect of line mpedancc (line sag). Each ballast has a typical inrush time of about 0.5 to 1.0 milliseconds
(0.0005 to 0.00] seconds), and the total circuit in-rush time is about 2.5 milliscconds.
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iwush varies model hy model even for a given ballast manufucturer, contrary to what some
cen led to belicve, selecting an electronic ballust with a higher percentage value for total -
harmonic distortion (THD) will not insure that the selected ballast has a low inrush value, For
@ cxample, the Motorola Lighting Inc. M2-IN-T8-277 ballast model (less than (0% THD) has a very low .
<. inrush of less than 5 amps, while the measured inrush current of most other instant start 277 volt ballasts
in the marketplace (THD between 10% and 20%:) is higher. R R O

i Bach ballast manufacturer should be consulted for quantitative inrush and backrush infortmafion ™
“‘regarding their specific products and the lighting system designer should take these characteristics into

" “account during the design phasc of the system. |

Inrush or hackrush current, if not considered during system design, could possibly, in some isolated -
situations, causc false tripping of circuit breakers or welding of contacts in,relays, scnsors or switches.
[Towever, an industrial series circuit breaker can withstand 500 amps for a time interval up to one cycle,
or 16.667 milliseconds, and therefore, will not be affected by inrush. Use of relays having industrial
ratings addressed in the attached chart will eliminate the possibility of r'c'llny contacts welding due to
inrush, \

- The only appropriate way in which (o addrcss intush or backrush current is to do so at asystem level by

sclecting components which are designed to function relisbly with these loads. The followin g system or
component design guidelines should be followed in order to provide a reliable system, :

System Component Guidelines

<‘ COMPONENT OR
. CHARACTERISTIC DESCRIPTION ’ ‘
U Wire Size R Nmnbé-r:ﬁl‘."ZhXWG. 600volt insulation, wicé 5?101;1(] be u':ed hctwun the = S

luminaire and the cnergy management control rélays, occupaney sensors, or
wall switches. Number 18 AWG solid copper wire should always be used
within the luminaire for all ballast conncclions. -
Max. Input Power Level | The continuous load must not exceed 16 umpcrcé (80% of the typical
: componcnt rating of 20 amperes) . PR
Circuit Breaker ' Use a heavy-duty industrial gradc breaker that can withstand a peak of 50 to
: 100 times its ampere rating for 1/4 of a cycle '

i

Control Rclay Mcchanical relays must be industrial grade rated for 20 amperes resistive and
' inductive lighting loads at 120 and 277 volts.: The relay should be rated for a
minimum of 30,000 operations, and shall be UL listed and CSA certified. The
relay must withstand 1000 ampere in-rush, R'gla;y contacts must he silver alloy
material and contain bifurcated coil to prevent damage from continuous on and
oll signals. ' ‘
Wall Switch or Wallbox Switches of dimmers must be industrial grade and rated for 20 amperes at 120
Dimmers and 277 volts alternating cureent, and | HP at 120 volts and 2 1P at 240 volts.
Switches must have silver alloy contacts. Switches must he Ul Listed, CSA
(‘ Certitied, comply with UL 20, and meet Federal specification WS-896.

Always consult your ballast manufacturer for mure specific instructions and design requirements prior to installation. For
additional information on inrush currents of Motorola Lighting Inc. clectronic ballasts, please call 1-800-MLI-0089,

AridE® MWT 3-8




Inrush Current

There has been much discussion in the last few months regarding high
inrush currents being associated with high frequency electronic
ballasts. Following is a technical overview of the subject.

What is it?

Devices with solid state power supplies, such as computers, copiers, and-
electronic ballasts, as well as many magnetic devices such as motors,
drives, and core & coil ballasts, have an input current during initial
start-up that can be several times greater than their operating or
steady-state current. This current during start-up is generally referred to
as Inrush Current. For High Frequency Electronic Ballasts, this current
during start-up typxcally lasts for much less than 1/2 of a 60 Hz cycle (<8
, msec)

‘What are the effects" "

High current conditions can affect electrical system components. The
main area of concern is the tripping of circuit breakers and fuses. If the
circuit breaker or fuse is not designed to handle the amount of inrush
current that is present, the device could trip upon energxzmg the circuit or
durmg circuit operatlon

It has been suggested that durmg tum-on, momentaxy contact bouncmg in
the switch or relay may cause the contacts to become pitted due to arcing
between the contacts points. This can be present in all systems, and is not
a direct result of inrush current. However, the higher the overall system
current, the faster contact deterioration may occur.

Since inrush current is only present during initial system energization, it
is not a factor during system turn-off.

What amount is present in your lighting
system?

ey Mrz- 4
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~amount of ballast inrush current varies across manufactuters, ballast::
“types, and ballast brifids. In addition; the inrmsh current of a arpléte’;

3 dlstnbutxon System. Asystem with'a low xmpedance can dehver a greater

changes that are evolvmg, thls may not always be the case.

o The actzve ballasts typlcally have low 1mpedance durmg start-up, dhe to

Inrush carrent is present in both magnetic and electronic ballasts. The

Jighting cireuit is affected by,the fofal sourée impedance of the’entire

amount of inrush current to the ballast(s) than a circuit with a high
impedance. -

The system impedance is determined by several electrical distribution
system variables. These variables include the impedance of the main
transformer; the distance of the lighting circuit to the main transformer;
the type and size of wire between the branch circuit and transformer; the
wire size and wire type of the lighting branch circuit, and the length of the
wires in the lighting branch circuit. These variables determine the
maximum amount of current that can be delivered to the ballast(s) at the
moment of turn-on.

Electronic ballasts are generally characterized into two groups, those with
an active front-end, and those with a passive front-end. The term
Jront-end refers to the power input section of the ballast.

Generally, electronic ballasts with active front ends have Total Harmonic
Distortion below 10%, and passive front ends typically have THD below
20%. However, due to multiple circuit designs, and the continuous design

SRR A e L

the need to charge the system circuitry. Many passive ballasts typically
have an inductive choke on the front-end, which has a higher impedance,
resulting in a lower inrush current. Active electronic ballasts can have
inrush currents as high as 100 times or more its operating current, with a
duration of up to .8 milliseconds. Passive electronic ballasts with an
input choke can have an inrush current of up to 30 times operating
current, with a duration up to S milliseconds. This is compared to
magnetic ballasts that have an inrush current of up to 10 times the
operating current, with a duration of under 10 milliseconds.

Based on the assumption of inrush current being 100 times the magnitude
of the steady state current, a 20 amp circuit loaded to 16 amps could have
an inrush current as high as 1600 amps (16 x 100). However, due to
system impedances the total system inrush will probably not reach the
theoretical maximum calculated.

Previous laboratory testing of sample ballasts has shown an inrush current
of 75 amps on a 120V, 20 amp system loaded to 16 amps with two-lamp
active electronic ballasts. Total duration was approx. 5 milliseconds.
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What can you do?

When planning a new or retrofit ballast installation, take the following
steps in order to reduce potential inrush current problems.

® First, determine the inrush current drawn by the ballast you have
selected. A range may be supplied by the manufacturer due to the
various system impedances encountered in laboratory testing. e
® Second, calculate the theoretical maximum inrush current forthe -* 7207
circuit based on the circuit values for your specific installation (wire
size, length, etc.).
® Third, select a fuse or circuit breaker that is capable of handling the
inrush current for the duration of the inrush. Typically, fuses and
breakers are rated to handle inrush currents that are several multiples
of their steady-state ratings.
® Fourth, select switches and contacts that are able to withstand the o
-inrush current. All switches and contacts in the circuit, both locally and
.. at the electrical or lighting panel, should be properly sized. Contact 4%
your switch manufacturer to determine the proper unit. If occupancy.
- sensors or other control devices are to be used on the circuit, contact
the sensor manufacturer to ensure compatibility with the type and
number of ballasts being controlled.

For further information on the inrush current present mAdvanCe
electronic ballasts, please call Advance Techmcal Semce at o
1-800-372-3331. S RS NS .

Abways follow the Natzonal EIectrzc Code and state and Iocal codes
when designing and installing any lighting or electrical system. "

This publication is intended to provide general educational and
background information on the issue of inrush currents, and not
definitive solutions to specific installation issues.

Michael J. Ostaffe
Electronic Product Manager

ADVANCE

TRANSFORMER CQ.
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EISENHOWER AMC
FT. GORDON, GA

SCREENING CALCULATIONS
-~ OCCUPANCY SENSORS =
FILENAME: OSENS.WK4 -

Bco ¥ MI3

‘ Rés%qgms .:E.CO \MI’%A -.

SIMPLE

# . ‘ENERGY USE.(KWH) ANNUAL SAVINGS PAYBACK
2L FIXT: KW CURR: PROPD (KWH) ($) (YRS)
1 0.058 507 253 253 $6.59 25.2
2 0.116 1,013° 807 507 $13.17 126
3 0.174 1,520 760 760 - $19.76 8.4
"4 0.232 2,027 1,013 . 1,013 $26.35 6.3
5 '0.290 2,533 1,267 1,267 $32.93 5.0
[] 0.348 3,040 1,520 1,520 $39.52 4.2
Assumptions.
Electricity avg. rate= $0.026 c/kwh
Cost= $166
Operating hrs= 168 hrsiwk
Proposed op hrs = 84.0 hrsiwk
Percent savings = 50%
BREAKROOMS M I 3 B
SIMPLE
4 ENERGY USE (KWH) ANNUAL SAVINGS PAYBACK
2L FIXTS KW CURR PROPD (KWH) 3) (YRS)
1 0.058 507 63 443 $11.53 144
2 0.116 1,013 127 887 $2305 72
3 0.174 1,520 190 1,330 $34.58 48
4 0.232 2,027 253 1,773 $46.11 36
5 0.290 2,533 317 2,217 $57.64 29
6 0.348 3,040 380 2.660 $69.16 24
. Assumptions:
Electricity avg. rate= $0.026 c/kwh
Cost= 3166
Operating hrs= 168 hrsiwk
Proposed op hrs = 21.0 hrsiwk
Percent savings = 88%
OFFICES M I 3 C—
SIMPLE
# ENERGY USE (KWH) ANNUAL SAVINGS PAYBACK
2L FIXTS Kw CURR. PROPD (KWH) (3) (YRS)
1 0.058 151 124 27 $0.71 80.8
2 0.116 302 247 54 $1.41 404
3 0.174 452 371 81 $2.12 269
4 0.232 603 495 109 $2.82 20.2
5 0.290 754 618 136 $3.53 16.2
6 0.348 905 742 163 $4 23 135
Assumptions: .
Electricity avg. rate= $0.026 c/kwh
Cost= $57
Operating hrs= 5§50 hrsiwk
Proposed op hrs = 41.0 hrsiwk
Percent savings = 18%
EXAM ROOMS M T2 D
SIMPLE
# ENERGY USE (KWH) ANNUAL SAVINGS PAYBACK
2L FIXTS KW CURR PROPD (KWH) ) (YRS)
1 0.058 151 60 90 $2.35 242
2 0.116 302 121 181 $4.70 121
3 0.174 452 181 271 37 06 81
4 0232 603 241 362 39 41 61
5 0290 754 302 452 $1176 48
6 0.348 905 362 543 $1411 40
| Assumptions:
Electricty avg rate= $0.026 c/kwh
Cost= $57
Operating hrs= 50 hrsiwk
Proposed op hrs = 20.0 hrsiwk
Percent savings = 60%
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CONSTRUCTION COST ESTIMATE

. Project: "+ ECO#MI3A Install Occupancy Sensors in Restraoms RS&H No.: 694-1331-005
- Location: | Fort Gordon, GA - i Date: . - 3/8ee T .
_ Basis: .- Schematic.Design o . - Estimator. © *~ P.HUTCHINS . * .
Building: ; _Eisehhower Army Medical Center Filg.name': ESTMIBAXLS -
- QUANTITY MATERIALVEQUIP LABOR TOTAL SOURCE

ITEM DESCRIPTION No. Unit {$/Unit Total $/Unit _ |Total COST Material Labor
Occupancy Sensor, 100{ ea $56.11 $5611 | $33.50 $3,350 $8.961 | Dp61,107 | MEp239
" ceiling mounted . . ) - - -
Power pack 100 ea | $17.54 $1,754 | $23.50 $2,350 $4,104 | .ODp61,107 | MEp239
Mounting bracket 100| ea $2.45 $245 $245 | Dp61,107
Subtotal Bare Costs $7.610 $5,700 $13,310

Retrofit Cost Factors 0% $0 0% $0 $0{ MMp6 MMp6
Subtotal $7,610 $5,700 $13,310

City Cost Index (Aug. GA) 0% $0 | -46% ($2,622) (32,622)] MMpS33 | MMp533
Subtotal $7,610 $3,078 $10,688

OH & Profit Markups 10% $761 | 53% $1,631 $2392 | MMp7 | MMp475
Subtotal $8,371 $4,709 $13,080

Sales Taxes 6.0% $502 NA $502 | MMp476
Subtotal $8,873 $4 709 $13,582

Contingency 10% $887 | 10% $471 $1,358 MEp6 MEp6
Subtotal construction Cost $3,760 $5,180 $14,940

Design Fee NA 6.0% $815 $815

SIOH NA 6.0% $815 $815

Total Project Cost $9,760 $6,810 $16,570

LEGEND:
MMpi#
ME p##
Gpititit
Dpitit

1996 Means Mechanical Cost Data, page ###.
1996 Means Electrical Cost Data, page ###.
1995 Grainger, page ###
2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: MI3
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON REGION NOS. 4 CENSUS: 3
. PROJECT NO. & .TITLE: ECO-MI3 INSTALL OCCUPANCY SENSORS .
FISCAL YEAR 1996 DISCRETE PORTION NAME: OPTION A - RESTROOMS
ANALYSIS DATE: .03-11-96 ECONOMIC LIFE 20 YEARS PREPARED BY:.W. TODD
1. INVESTMENT -

' A. CONSTRUCTION .COST $  14900. .

B. SIGH =~ - .- . $ - 894.

C. DESIGN COST $ 894.

D. TOTAL COST (1A+1B+1C) $ 16688. :

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ . 0.

F. PUBLIC UTILITY COMPANY REBATE S 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 16688.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 7.62 259. $ 1974. 13.68 S 26999.
B. DIST $ .00 0. S 0. 14.64 $ 0.
C. RESID $ .00 0. S 0. 16.00 $ 0.
D. NAT G $ 2.70 0. $ 0. 17.25 $ 0.
E. coaL $ .00 0. S 0. 15.38 $ 0.
M. DEMAND SAVINGS $ 0. 15.38 $ 0.
N. TOTAL 259. S 1974. S 26999.

' 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al1) $ 0.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR DISCNT DISCOUNTED
ITEM COST(-) ocC FACTR SAVINGS(+)/
(1) (2) (3) COST(-)(4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 0.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/(YRS ECONOMIC LIFE))$ 1974.
5. SIMPLE PAYBACK PERIOD (1G/4) 8.46 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 26999.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.62

(IF < 1 PROJECT DOES NOT QUALIFY)
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DESCRIPTION OF WORK




FEMP 2 EMERGENCY GENERATOR PARALLELING

Description
The hospital currently uses two generators to reduce the electrical demand when requested by the local utility,

Georgia Power and Light. One is 800 kW and the other is 2,100 kW. To meet the requirements of the
Supplemental Energy (SE) rider, the hospital must reduce its demand below 2,860 kW during curtailment
hours. The EAMC peak is about 4,200 kW. Even though the 2,100 kW generator cannot be fully loaded, the
two generators easily meet the maximum reduction request. If the 2,100 kW generator was paralleled with
utility grid, it could be fully utilized. Under the existing rate, the demand charge is only $0.80/kW for four
months of the year and this would be of little benefit. However, the EAMC could apply for additional credits
using the Interruptible Service (IS) rider.

" Analysis

The IS rider credits the customer $45/kW annually for the contract amount. The EAMC would be required to
reduce their demand by that amount. Using both generators (a total of 2,900 kW), the EAMC could reduce
their demand 1,660 kW below their current billing demand. If the EAMC contracted for 1,500 kW, this would
be worth $67,500 each year.

IS customers are called after SE and have only been called once in the eight plus years it has been offered.

This occurred in 1995, required a total of 20 hours and overlapped SE calls except for one-half hour. Also,

four hours of missed curtailments are allowed each year.

FM2-1
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: F 2
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3

PROJECT NO. & TITLE: FEMP2  EMERGENCY GENERATOR PARALLELING

FISCAL YEAR 95 DISCRETE PORTION NAME: N/A

ANALYSIS DATE: 07-09-96 ECONOMIC LIFE 20 YEARS PREPARED BY: P. HUTCHINS

2.

OOTMMTO O

INVESTMENT

CONSTRUCTION COST $ 182400.

SIOH $ 10944.

DESIGN COST $ 10944.

TOTAL COST (1A+1B+1C) §$  204288.

SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.
PUBLIC UTILITY COMPANY REBATE $ 0.

. TOTAL INVESTMENT (1D - 1E - 1F) $ 204288.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

3.

~N o o

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2)  SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT § 7.62 15. $ 117. 13.68 § 1605.
B. DIST § 5.41 -416. $ -2251. 14.64 § -32948.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NAT G $ 2.70 0. $ 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38 § 0.
M. DEMAND SAVINGS $ 4800. 15.38 § 73824.
N. TOTAL -401. $ 2667. $ 42481.
NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 65200.
(1) DISCOUNT FACTOR (TABLE A) 12.90

(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 841080.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-)  OC  FACTR SAVINGS (+)/
1 @ @ COST(-)(4)
d. TOTAL $ 0. 0.

C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$ 841080.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$ 67867.

SIMPLE PAYBACK PERIOD (1G/4) 3.01 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 883561.
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 4.33

(IF < 1 PROJECT DOES NOT QUALIFY)

*%%x%* Project does not qualify for ECIP funding; 4,5,6 for information only.
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): N/A
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CONSTRUCTION COST ESTIMATE

Project: ECO #EL4 Use Emergency Generator to Reduce Demand RS&H No.: 694-1331-005

Location: Fort Gordon, GA Date: 7/8/96

Basis: Schematic Design Estimator: P. HUTCHINS

Building: Eisenhower Army Medical Center Filename: EST_EL4.XLS

QUANTITY MATERIAL/EQUIP LABOR TOTAL SOURCE

ITEM DESCRIPTION No. Unit {$/Unit Total $/Unit Total COost Material _[Labor
Paralleling switchgear 1| ea [$85.000.00 $85,000 $48,500 $48,500 $133,500 ) )
2100 KW hardware & softw 11 Is_{ $5000.00 $5,000 $2,900 $2.900 $7,900
Protective relaying 1| is | $5.500.00 $5,500 $3,100 $3,100 $8,600
(1) Stewart & S’rephenson.’ see backup information.
This estimate includes overhead and profit
Subtotal Bare Costs $95.500 $54,500 $150,000

{Retrofit Cost Factors 0% $0 0% $0 $0
Subtotat $95,500 $54,500 $150,000

City Cost Index (Aug. GA) G% $0 C% $0 S0 | MMp533 | MMpP§33
Subtotal $95.500 $54,500 $150,000

OH & Profit Markups 10% $9,550 0% $0 $9,550 | MMp7 | MMp475
Subtotal $105,050 $54,500 $159.550

Sales Taxes 60% $6.303 NA $6,303 | MMp476
Subtotal $111,353 $54,500 $165,853

Contingency 10% $11,135 10% $5,450 $16.585{ MEpb MEp6
Subtotal construction Cost $122,488 $59.950 $182,438

Design Fee NA 6.0% $9.951 $9,951

SICH NA 6.0% $9.951 $9.951

Total Project Cost $122,488 $79,852 $202,340

LEGEND:

MMp### 1996 Means Mechanical Cost Data, page ###.
MEp### 1996 Means Electrical Cost Data, page ###.

Gp### 1995 Grainger, page ###
Dp#i# 2/94 DGSC Energy Efficient Lighting, page ###
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: E EL4
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: FORT GORDON  REGION NOS. 4 CENSUS: 3
PROJECT NO. & TITLE: ECO EL4 USE EMERGENCY GENERATOR TO REDUCE DEMAND

@ Fiscal vEAR 95 DISCRETE PORTION NAME: N/A
ANALYSIS DATE: 07-08-96 ECONOMIC LIFE 20 YEARS PREPARED BY: P. HUTCHINS

1. INVESTMENT

A. CONSTRUCTION COST $ 182400.

B. SIOH $ 10944.

C. DESIGN COST $ 10944.

D. TOTAL COST (1A+1B+1C) §  204288.

E. SALVAGE VALUE OF EXISTING EQUIPMENT § 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 204288.

2. ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1991

UNIT COST  SAVINGS ANNUAL $ DISCOUNT  DISCOUNTED

FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(S)
A. ELECT § 7.62 15. $ 117. 13.68 §$ 1605.
B. DIST § 5.41 -416. $ -2251. 14.64 § -32948.
C. RESID § .00 0. $ 0. 16.00 § 0.
D. NAT G § 2.70 0. $ 0. 17.25 § 0.
E. COAL § .00 0. $ 0. 15.38 $ 0.
M. DEMAND SAVINGS $ 4800. 15.38 § 73824.
N. TOTAL -401. $ 2667. $ 42481.

‘ 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 65200.
(1) DISCOUNT FACTOR (TABLE A) 12.90
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 841080.

B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR  DISCNT DISCOUNTED

ITEM COST(-) ~ 0C  FACTR SAVINGS (+) /
(1) (@ @) COST(-)(4)
d. TOTAL $ 0. 0.

C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-)(3A2+3Bd4)$  841080.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1/(YRS ECONOMIC LIFE))$ 67867.

5. SIMPLE PAYBACK PERIOD (1G/4) 3.01 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 88356l.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 4.33

(IF < 1 PROJECT DOES NOT QUALIFY)
**%* Project does not qualify for ECIP funding; 4,5,6 for information only.

‘ 8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): N/A
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Page 1 of 1

:”iv o5
POWER SPECIALISTS
FAX COVER
Title : MR. First Name : PAUL Last Name : HUTCHINS

Company : REYNOLDS, SMITH AND HILLS, INC.

Subject ¥ FT. GORDON

From : DAVID CURRY
Company : STEWART & STEVENSON, INC.

Fax Number : 713-671-6118 Voice : 713-671-6111
NOTES Pages : 1 Date : 7/3/96
Time : 12:16:40
PARALLELING SWITCHGEAR . $85000.00

2100 KW HARDWARE & SOFTVVARE $5 OOO DO
PROTECTIVE RELAYING

...........
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